Environmental Protection Division 81 Cornell Ave., Bidg. 120

P. ©. Box 5000
Upton, NY 11973-5000
Phone 631 344-3148

e Fax 631 344-6079
BRn oK“M"E“ & blee @bnl.gov
NATIONAL LABORATORY

Managed by Brookhaven Science Associates
far the LS. Department of Energy

August 10, 2011

Ms. Mary La Flair

Suffolk County Department of Health Services
Office of Water Resources

Bureau of Drinking Water

Suite IC

360 Yaphank Avenue

Yaphank, New York 11980

Dear Ms. Mary La Flair:
Subject: Monthly Water Treatment Plant Reports

Reference: Suffolk County Minimum Menitoring Requirements for July 2011

In accordance with the requirements of the BNL Potable Water System Sampling Plan and the 2011
SCDHS Minimum Monitoring Requirements for the BNL Potable Water Supply, included please find
the following attachments for your records:

Attachment L BNL Potable Water Menthly Operational Data for July.

Attachment II: July 2011 Biweekly and Third Quarter Water Quality Monitoring
Data for the BNL Distribution System and Potable Water Wells.

Attachment I11; July 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacteriological Analyses for the BNL
Distribution Systerm.

Attachment TV: 2011 Annual Synthetic Organic Chemical and Pesticides Analyses
for the BNL Potable Water Wells.

Altachment V: 2011 Annual Inorganic and Nitrate/Nitrite Analyses for the BNL
Potable Water Wells.
Attachment VI: 2011 Third Quarter Principal Organic Compound Analyses and

Bacteriological Analyses for the BNL Potable Water Distribution
System and Potable Water Wells.

Attachment VII: 2011 Semi-Annual Inorganic and Nitrate/Nitrite Analyses for the
BNL Distribution System.

Registored 1o
150 1400



Lee to La Flair -2- August 10, 2011

Collection and analysis of these samples is performed in accordance with the guidelines of the BNL
Quality Assurance program, the SCDHS Community Water Supply Monitoring Requirements, and
the BNL Potable Water System Sampling Plan. Facility and Operations Directorate personnel using
standard operating procedures collect routine monitoring samples; a contractor laboratory using
standard methods of analysis performs the subsequent analyses. The Quality Assurance
documentation is available from the Environmental Protection Division and Facility and Operations
Directorate. Based on this information, we believe the values contained in these reports are
representative of the BNL potable water system. Review of the analytical data shows that Well 10
exceeded the limit for iron during the June sampling. Well 10 is not being used at this time. Iron is
possibly accamulating due to non use.

Should there be any questions regarding this report or the analytical or operational data contained herein,

please call either J. Higbie at (631) 344-5919, R. Lee at (631) 344-3148, or W. Chaloupka at (631)
344-7136. :

Sincerely,

Robert J. Lee {

Interim Manager :
Environmental Protection Division

RIL/AR:jlh

Attachments: As noted

ce: W. Chaloupka w/attachments
D. Feldman, SCDHS w/attachments
G. Goode w/o attachments
G. Granzen wiattachments
I. Highie w/attachments
I. Hime, SCDHS w/o attachments
R.1ee w/attachments
E. Murphy w/attachments
J. Remien w/o attachments
1.. Ross w/o attachments

File: EC6IER.11



ATTACHMENT I ,
Brookhaven National Laboratory
Potable Water Supply
Monthly Operatioﬁal Data for July 2011

for the BNL Potable Water System



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report
Water Treatment Facility

Bursau of Water Supply Pratection

Publ Wier Bgem o
Brookhaven National Laboratory 7-2011 713172011 O satar  Erana oo
Tave, Village, or.CHY, (7] Furtnase wim subiequent héortration
5111891 Suffolk Uplon, New York 11873 D Pachssc wat stacsyns clorason
= Chlarination Other Treatments / Readings
a5Cous Lignid ;
onte | e | Tl [ e [ | Mo o | it | Myt | HUME g Dily Towls
Wellls) No. | - el day () WTFs24 | wir.e2g) | qwirgza) | RAW WD
110 1,894,488
1. 7+4+6 1,259 | NA | NA 100+90 0.45 10 ‘1.5 6.0 1,995,747
2 - NA | NA
3 - NA | NA
4 7+4+6 2,983 NA | NA 165 1.20 25 7.2 5.9 1,998,736
5 T+4+8 - NA NA
5 T+4+6 2315 NA | NA 150 0.84 15 7.0 58 2,001,051
7 T+446 1,236 | NA | NA 140 0.87 10 7.5 6.0 2,002,287
8 7+4+6 1,083 [ NA NA 130 1,60 10 7.5 6.1 2,003,370
9 - NA NA
10. - - NA | NA B
1| T+4E | 3020 NA U NA - 100~ - f=EBs T TTTTRT f  CR G e pe s B g - 2,006,380
12 7+4+6 1,041 | NA | NA 82 0.89 ‘B 7.4 6.0 2,007.43
13 74446 1186 | NA | NA | - 80 1.10 12 7.5 6.0 2,008,617
14 7+4+6 1022 | NA | NA 70 0.90 10 7.6 6.0 2,009,639
15 T+4+6 1,077 | NA | NA 60 0.50 10 78 . 8.1 2,010,716
1§ = |- - NA | NA . e
17 - NA NA
18 T+4+6 2773 NA | NA 30+70 1.02 30 7.3 8.0 2,013,489
19 7+4-+8 955 F NA NA 92 1.20 8 7.3 6.0 2,014,444
20 T+4+6 835] NA | NA 80 0.92 12 7.6 6.0 2,015,379
21 T+4+6 gr7| NA | NA 70+120 0.87 10 7.5 6.0 2,016,356
22 T+4+8 1,150 | NA | NA 180 0.68 10 7.5 6.0 2,017,506
23 - NA NA
24 . NA | NA
.25 7+4+6 4407 | NA | NA 150 0.88 a0 7.3 6.0 2,021,913
25 7+4+6 1,586 | NA | NA 139 0.92 11 7.4 6.0 2,023,489
a7 7+4+6 1,171 NA | NA 130 0.96 g 7.3 5.9 2,024,670
28 74446 1,232 NA { NA 120 0.94 10 7.1 5.8 2,025,802
29 T+4+46 1,208 [ NA | NA 110 120 |. 10 7.7 6.0 2,027,111
an - NA NA
31 NA
Total 29 280
AVG. 14.0
Chlarine Mix Ratio = quartsigatlons of 44 chlorine sdded to gallons of water in crock
Reponed by: Lowell Ross Tile Water Systems Supervisor NYS DOH Operaor Cenification Numbe: NY 0031941

Sigaaure ché/ Lty _— oo O~ 32— ( Qperaior Grate tevel 1A-SWIGUI

DOH-360 {02/05) Paga10of2




Microbiological Samples and Free Chlorine Residual

Papalution S:n‘ml:] 3,500 I
Sample Type ol .
Sampte Locaslion Date ol Sampla 1.Routine Caliform E.cgli Froe Chiarina Raskdual
JRepeat | Posive | PO (ma}
Number of microbiological mondtoring samples reguired; 4
5 W, E| -
B-49 WATER TOWER 094-273 2ol ] 1 ves B2 e | vesZ 078
Number of mieroblological monlioring sumples tuken: [ 7
B-64D0 WATER TOWER 076-408 12-dul 1 1 es B 1o |0 ves3 e 0.48 Diel an M&R vialation oo Thves [Eua
B 1005 RHIC ~ 045-12 et 1 T Yes [ tio £ YeeH 1o 0.69 If “Yes," check reason (s) beb
Actual number of samples Is fewer than re
B 353 APART. LAUNDRY 103-19 O ves 10 | veslE 1 Lid not collecianalyze repeal sample.
12-4ul 1 = u.r2 Did not collect/analyze for E. coll for
B-030 LINAC  054-187 12-00l 1 [ ¥es = o |0 e 067 positive total caliform from routine/rapsat
Did an MCL violation occur? DOves it
B 490 BLOCK OUT PATIENT 084 O ves [ o | 1 veslZ] tie
70 12Jul 1 i 0.52 If *Yos," check reason(s) below (see alsa Part 5, Table
B4D0 BLOCK 11 0B4-B7 Dlves B & for additional information).
12-Jul 1 [ veBne a.48 For systems collecting less than 40 samples per
FIELD DUP. B-4590 OUTPATIENT Ol ves Bl e | vesE morith: two or more of the samples (rautine and
084-70 12-Jul 1 0.52 for repeat) are positive for total collform {=total
coliform MCL violatlon}.
1 Yes CHtio| T vesE 10 For sysiams collecting 40 or more samples per
month; more than 5% of the samples {routing
0D and/or repeat) are posilive far total coliform (= total
¥es Lo |00 vesT T o coliform MCL violation).
L X i The ariginal sample was E.cali positive and at
A O D (T vésTine - least 1. repeat sample was pysilive fariatal--: -
Oves Do 71 vesCl o R_eminldcr: ?ysmrn rflusl collect a minimum of five (5) routine_
microhiological monitoring samples during the manih followinf
1 ves O o) O ¥es T o a repeat semple coltection,
£ ves T tin|C] vesTT ta
. i As required by 5-1.72, *Operation of n Fublic Water System,” a copy of this
fort shubl be sent 10 your Jocal henlth department by the 10th ealendar du <
Oves Ous | vesDivo the next veporiing perlud.
1 ¥es CHua | [ vesTl o
O ves Ol o[ vesO wa
ves D no|OvesOtin
Sample Collector{s): (Name)
Name of NYSDOH Certifled Laborntory: Eco Test Lab , 377 Shafield Ave. N. Babylon NY
DId any MCL violation veeur? IF 50, please deserlbe: No

Did nn emerpency or low pressure problem aceur? Did source waler typnss an exlsting treatmeant process In the system? 1750, please explaln.

No

DOH-360 (0GS) Page 2 af 2



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report

Hureau of Water Supply Protection Well No. 4 - Supply to Water Treatment Facility
i 7| s Reponin Moo ;1D Repart Sebody uree Waler Type(s)
Broakhaven Nafional Laboratory 712011 713172011 et oo Oowim
R Ve B Coany e Vil O s i s s
5111591 - Sﬁé’élk Upton, New York 11873 D puhts vt uaseent miorcaon
Chlvrination QOther Trzatmens / Readings
Saurce()n | Tresid waser Cy]ingrwucshlnrine e Free chilarine i Daily Tatalizer
DATE Use volume (1000 |y eiphe (s used per rsidustazemry | Hypochlorile
WellNo.:4 | gallonsiday) day (lbs.) ptit () used/day
a0 2,196,824
1 4 408 NA | NA 72478 0.14 8 2,197,232
2 - A NA
3 - NA NA
4 4 1,097 | NA NA 132 0.40 18 2,198,329
5 4 - NA | NA
[ 4 804 | NA NA 117 0.21 15 2,199,233
7 4 331 NA NA 111 0.55 6 ' 2,199,564
8 4 382 NA | NA 105+45 0.55 B ’ 2,199,946
g ’ - NA NA
10 ‘ - NA NA
11 4 asa| NA | na 123 [eso | Tz 7| 0 T[T TTTTTT| T zzbosze|
12 4 426 NA | NA | 17 0.51 g 2,201,355
13 4 390 | NA NA i1 0.55 6 2,201,745
14 4 372 NA NA 106+28 0.37 ] 2,202,117
15 4 385 | NA NA 129 0.51 5] 2,202,512
b - NA | NA ]|
17 - NA | nNA _ '
s | 4 | tota] wa | Na|T om0 " | Tges” | 9 |7 e ottt | 2208526
19 4 344 | NA NA 104 0.10 6 2,203,870
20 4 2061 NA | NA 100 0.20 4 2,204,168
21 4 291 NA | NA 85+48 0.20 5 2,204,459
22 4 B3| NA | NA | 138 0.21 5 2,204,848
23 - | NA hA
24 - NA | NA
25 4 1546 | NA NA i 0.23 27 . 2,206,394
26 4 626 NA | NA 102 0.51 9 2,207,020
a7 4 499 | NA | NA 96 0.20 ] 2,207,518
28 4 81| NA | NA TB+72 0.10 18 2,208,460
29 4 sag| NA | NA 138 0.42 12 2,209,000
o - NA NA
31 NA
Total 28 214
AVG. 16.7
Chicrine Mix Ratio = guarss/gatlons of 54 chiorine added to gnllons af water in crock
Repaned by: Lowell Ross Tite: Water Systems Supervisor NY'S DOH Operatar Cenificaion Number: NY0031844
sagmuun-’;%% ﬂ’-“-‘ﬁ—-—“ pae 57~ Opertar Grade Level 1A-SWIG U

DOH.A60 {G2/05) Page tol2



NEW YORK STATE DEPARTMENT OF HEALTH

Burean of Water Supply Protection

Well Nao. 6 - Supply to Water Treatment Facility

Water Systems Operation Report

Uik Waiey Sleny! o Repering MentfVes: . | ; Date Repost Subaitied Saiiree Watet Typels).
Brookhavean National Laboratory 7/2011 713112011 Ot Fomee  [owum
County; [l Purchiase witn subseguent chiannaton
"5;11' Ba1 P Upton, New York 11973 Dl pachase ot e sermiion
Chloednation Diher Treaiments / Readings
Source(s)In | Trmated water Cyliniarsm’;ﬂuﬁnc H,pumtl-:r;d(ganm Free cliusine ] Daity Toult
paTE Use votume {1,000 |yeiyhe (s uscd per | Hypochiorite in Tank) | matésta ey | - Hypachiorite iy Totlizer
Well No.; 6 | uallonshilay) day (lbs.) peinl tmg used/day
102 866,038
1 B 82| NA | NA 99+15 0.14 3 BEG,120
2 - NA | NA
k| - NA | NA
4 6 41 NA | NA 111 0.40 3 866,161
5 6 - NA | NA
6 & 145 | NA | NA 108 0.21 3 BEE6,306
7 6 134] Na | NA 105 0.55 3 BGE,440
] B8 65| NA | NA 102+48 0.55 3 886,505
g - NA | NA
LT I NA | NA L _
1 6 104 | NA | NA 41 os0 | 8 o T R - 1
12 6 Z] Na | NA 137 0.51 2 BG6,611
13 6 50] NA | NA 135 0.55 4 866,561
44 8 7| NA | NA 135 0.37 866,668
15 & 101 NA | NA 131 0.51 4 BE6,769
16 ‘ - NA | NA e
17 - NA | MNA
18 ) 1731 NA | NA 130 p.08 1 866,948
19 6 g4{ NA | NA 128 0.10 2 867,042
20 6 5] NA | NA 126 0.20 2 867,107
21 6 75| NA | NA 123+20 0.20 3 867,182
22 8 145 | NA | NA 141 0.21 2 B&7,327
23 - NA | NA
24 - NA | NA.
25 6 252 NA | NA 132 0.23 ] B67,579
26 ] 17] NA | NA 132 0.51 867,596
27 & 41| NA | NA 132 0.20 867,637
28 6 400 [ NA | NA 120+30 0.10 12 868,037
29 B 441 NA | NA 144 0.42 868,081
30 NA
31 NA
Tatal 29 G5
AVG. 4.1

Chlorine Mix Ratip =

quans/gollons af

e At e

fteponed by: Lawell Ross

4 chiorine added 1o

Titla:. Water Systems Supervisor

pailons of water in crock

Date: g_.J.\j\_fr

Signasum:a_Zfﬁ /M/

DOH-380 {D2/05) Paga 10f2

NY'5 DOH Opzrator Cenification Number: NY 0031941

Operaior Grada Levet TA-SWIGUI




NEW YORK STATE DEPARTMENT OF HEALTH Water Systems O peratimi Report

Bureau of Water Supply Prolection Well No. 7 - Supply to Water Treatment Facility
' Reping PorVes e W T,
7/2011 Oostee omea Dowst
A ‘ [ purchase wids subtetuent shiannass
5111881 Suffolk Uplon, N J
Chicrination Other Treatizznts / Readings
Saurce(s)in | freaed vater Cylin(i:malurin: }I)pnd:::‘:;:i:d[gallnns Free chinrins . .
DATE Uss voiume (1,009 | eighu it )f wacd per | Hypochlorite in Tank) | residunl aé ency Hypachlorite Daily Totalizer
Well No.: 7 | gollens/day} day (ibs} Toint {mgfi) used/day
134 3,340,424
4 7 1,197 | NA | NA 111439 0.14 23 3,350,621
2 - NA NA
3 - NA NA
4 7 2,661 NA NA 102 - 0.40 48 3,353,282
5 7 - NA | NA
B 7 1,971 NA NA 66 0.1 36 3,355,253
7 7 1,064 | NA NA 44 0.55 12 3,356,317
B 7 10581 NA | NA 32+128 0.55 12 3,357,375
g - NA NA
0 N NA | NA
1 7 2842| NA | NA | 98 T oge | L e T TR0 SR
12 7 914 | NA NA 78 0.51 24 3,361,131
13 7 1,071 NA NA 57 0.55 22 3,362,202
14 7 845F NA | NA 40+110 0.37 17 3,363,147
15 7 923 NA NA 132 0.51 18 3,364,070
16 T ONA | NA _ Ce e N
17 - | Na | Na '
18 7 2412 | NA | NA oo 0.08 42 3,366,482
19 7 80B{ NA | NA 75 0.10 15 3,367,380
20 7 908 | NA | NA 57 0.20 18 3,368,289
21 7 881 | NA NA 40+110 0.20 17 3,360,270
29 7 1,043 | NA | NA 129 0.21 21 3,370,313
23 - NA NA
24 - NA NA
25 7 3665 | NA NA 63 0.23 66 3,373,978
26 7 1,110 NA | NA 42 0.51 21 3,375,088
27 7 932 | NA NA 27 0.20 15 3,376,020
98 7 112 NA NA 25+125 0.10 2 3,376,132
20 7 866 ] NA | NA 132 0.42 18 3,376,998
30 NA
31 NA
Total 29 498
‘AVG. 24.9
Chlorne Mix atio = quans/gallons of 4 chlnrine added 10 glons of water in crock
Repored by: Lowell RosS e Water Systems Supervisor NYS DOH Operntar Cerificalion Numben: NY0031941
Shgmature: Mf ﬂﬂf—/g Dat = B~ Operalor Grade Levet 1A-SWIGUI

DOH-360 {02/05) Page 10f2



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report
Well No. 10 - Direct Supply to Distribution System

Bureau of Water Supply Protection

Iz Water Bysiem Ny - Repanting Mowdv¥ear, 7z )75, 7. 7L, Date Report Subeiitied “Saures Water Typele)
Brookhaven National Laboratory 7120141 713172011 Mgt Eoong  Oowum
o T Village : [ Fusctiass with sussequent crisration
5111891 Suffatk Upton, New York 11973 | e o laision
Chlorination Dther Treatmeants / Readings
Souree(s)in | Treated water Cylinfli:: muc!murinc Tiye 'Iriq'um{gnum Fre= chlor H . .
DATE oo | votame 000 || Sosame | Hemostlors i Tonky | sdesseney | Hyposhlote | g Fe Daily Totalizer
Wall No.: 10 | gallonsiday) day (bs.} paint {mpA) usad!day Hypachloride
63 821,601
1 10 - NA NA 63 NR NR 821,801
2 - NA NA
3 - NA NA ‘
4 10 - NA NA 63 NR NR 821,601
5 10 - NA NA
B 10 . - NA NA 63 NR NR 821,601
7 10 - NA NA 63 NR NR . 821,601
8 10 - NA | A 63 NR NR ' 821,601
9 - NA NA
PPN IS IO RN 3 TN RTINS I S 7 1
11 10 - NA | NA 63 NR NR - “E21,601|
12 10 3] NA NA 63 NR NR 821,604
13 10 1 NA NA B3 NR NR 821,805
14 10 - NA NA 63 NR NR 821,605
15 10 - NA MA 63 NR NR 821,605
16 - NA | ma R
17 - NA NA
18 10 - NA NA 63 NR NR 821,605
18 10 - NA NA 63 NR NR 821,605
20 10 - NA NA 63 NR NR 821,605
21 10 - NA NA 63 NR NR 821,605
22 10 - | NA NA 63 NR NR 821,605
23 - NA NA
24 - NA NA
25 10 - NA NA 63 NR NR 821,605
26 10 - NA | na |l B3 NR NR 821,605
27 10 - NA NA 63 NR NR ' 821,605
28 10 - NA NA 63 NR NR 821,605
29 10 - NA | NA &3 NR NR 821,605
ao - NA NA
kN - NA NA
Total “DAY/S | 29.00
AVG.
Chiaing Mix Ratio = guarts/galions of 5% chlarine added 1o pallons of water in crazk
Reponted by: Lowell Ross Tue:  Water Systems Supervisor NYS DOH Operator Cenificarion Nusker: NY0031941

s g
Signaturel, ;’le Date: F)‘/\"’;h/ < Opemior Grade Leval 1A-SW/GUI

DOH-360 (D2/05) Page 10i2




NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report

Burean of Water Supply Protection Well No. 11 - Direct Supply to Distribution System
Public Waler Sysies Name Repasin M : ate Report Submitted ez Water Tipels):
712011 743172011 ' Clsuti: Eomee O owun
i - “Town: Village, 0: Ci '.: [ purcnase with mutserent shionnasan
5111891 " Suffolk Do, New York 11873 | nose i
Chlorination Other T { Readings
DATE Source{s}in | Treaied water Cynnl::w:mnrin: wa:;:ilid(gmlm Frez chlarine . oH Daily Tatali
Use volume (1,090 [ cighn tos.| used per | Hypochlorie in Tank) | rsitstat ey | - Hypochlosita sodium aily Totalizer
Well No.: 11| ualions/day) day (Ibs.) point {mpflh usad/day Hypochloride
94 : 141,882
1 11 105 NA NA 93 MR 1 NR 142,087
2 - NA NA,
3 - NA NA
4 11 305 NA NA 93 142 402
5 1 - NA NA
5} 11 2121 NA NA 83 NR NR 142,614
7 11 99 | NA NA 83 NR NR 142,713
8 11 101 NA | NA 83 NR . NR 142,614
=] - NA NA
A0 o) L NA T NA [
11 1 307 | NA | NA |8 | MR ' (Y T i i L S A
12 1" 128 NA NA 93 NR NR 143,249
13 11 83 NA NA 83 NR NR 143,332
14 11 31 NA NA 93 NR NR 143,363
15 1 - NA NA a3 NR NR 143,363
ECE -] NA s S ——
17 - NA NA
18 1 g NA NA 93 NR NR 143,372
18 11 77 NA NA 82 NR NR 143,449
20 11 25| NA | NA 92 NR NR 143,474
21 11 9] NA NA 82 NR NR 143,483
22 1 2| NA NA 92+18 NR NR 143,485
23 - NA NA
24 - NA NA
25 i} 1,928 NA | NA 100 NR NR 145,413
26 1" 224 NA NA 89 NR 1 145,637
27 11 - NA NA 99 NR : NR 145,637
28 11 - NA NA 98 NR NR 145,637
29 11 - NA | NA 99 NR NR 145,637
30
31
Total 2
AVG, 1.00
Chlurine Mix Ratio = quans/galions of 5% chlorine added 10 gallons of water In crock
feported by: Lowell Ross Twe: Water Systems Supervisor NY'S DOH Operstor Cenification Number NY0031941

Signiture: %' KZZ%— Date: ?‘__7"‘ a4 Opermior Grade Leval 1A-SWIGUI

DOH-360 (02/05) Papae 1 of 2




NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Prolection

Water Systems Operation Report
Well No, 12 - Direct Supply to Distribution System

- Rublle Waier Sysom Mame ; Reponing Moalltr Daié Report Submit
Brookhaven National Labaratory 712011 713112011 O satece Eomed Oowuo
: < Village, or. Gty | Purchase watn sasequent chipnnsacn
5111891 Suffolk ipton, New Yark 11973 | e o s o
Chlorination Dther Treatments / Readings
Source(s)In | Treaed woter Cyling:mgvluﬁm Hypoch';;i:-ilid{gﬂluns Free chlurine pH Daily Totali
DATE Vsz valume {1990 [ucips (o) uaeet per | Hypociiurie in Tank) | moicwstaznry | Hypachlarile Sadium y Totalizer
Well No.p 12 | gallons/day) day {Ths.) sesint Imps) used/day Hypachloride
00s 869,261
1 12 NA | NA 00s 889,261
2 NA | NA
3 NA | NA
4 12 NA | NA 008 869,281
5 12 NA NA
6 12 NA | NA 0Qs 869,261
7 12 NA | NA 0as 869,261
8 12 NA { NA aos 869,261
] NA | NA
s = e NA NA P ]
1 12 NA | NA folel:: T [ 8626
12 12 NA | NA 00S 869,261
13 12 NA NA 00S 869,261
14 i2 NA | NA 008 869,261
15 12 NA | NA oags 869,261
RERE NA | NA T T
17 NA NA
18 12 NA | NA 00S BEY,261
19 12 NA | Na 003 868,261
20 12 NA | NA oos 669,261
21 12 NA | NA aos 869,261
22 12 NA | NA 00s 869,261
23 NA NA
24 NA NA
25 12 NA | NA 008 869,261
26 12 NA | NA 0Oos BEY,261
27 12 NA | NA 003 B69,261
28 i2 NA | NA 0OS 889,261
29 12 NA NA 0085 869,261
3o NA NA
H NA § NA
Total naYS| 29
AVG,

Chlorine Mix Ratio =

Reporied by: Lowell Ross

Sipnature: W M

pOH-360 (02/05) Fape 1ol 2

quaris/patlons of

—— et

Twe: Water Systems Supervisor

%4 chlorine added 1o

Date: .5"";“(,

gaflons of water i erock
NYS DOH Operatar Cenificstion Number: NY 0031941

Opemtar Grada Lavel 1A-SW/GUL



Date Well 4 Well 6
1 408 82
2 0 0
3 0 0
4 1,097 41
5 0 0
B 904 145
7 331 134
8 382 65
9 D 0
10 0 0
11 083 104
12 426 2
13 390 50
14 372 7
15 395 101
16 0 0
17 0 0
_ 18 - 1,014 - — 479 .
15 RN VT
20 298 65
21 291 75
22 389 145
23 0 0
24 0 0
25 1,546 202
26 628 17
27 499 41
28 941 400
29 549 44
30 0 0
3 0 0
Total 12,185 2,043
Well 4
Well 6
Well 7
Well 10
Well 11
well 12
AGS Water Supply Meter

Biology Building - Well 9

FUMP DATA

JULY 2011

(Month)

Well 7
1,197
0

0
2,661
0
1,971
1,064
1,058
0

0
2,842
914
1,071
945
923
0

0

909
981
1,043
o

o
3,665
1,110
- 832
112
868

0

0

27,574

Totalizer
This Month
2,209,009
B6B,081
3,376,998
821,605
145,637

869,261

2412 .
"898

Well11 Well12
105
0

0
305
0
212
99
101
o

0
307
128
83
H

Well10

S B
e A

1928 7
224

AP0 O0O0O0000O000ODOOLO T WOOODODOAQAOoOOOOO

0
0
0
0
0
3,645
Totalizer
Last Month
2,196,824
866,038
3,340,424
821,601
141,992

869,261

0D A 1 TO[ TR0

THE START OF #

o5

OOOCJOCDDOOODOOCECJOOOODOOOOCJOOOOOOO

Daily Total
1,792
0
0
4,104
0
3,232
1,628
1,606
0
0
4,236
1,473
1,605
1,355
1,418
0
0

1,297
1,356
1,879
g

0

1,977
1,472
1,453
1,459
0
0
45,451
Total(x1,000)
Gallons
12,185

2,043
27,574
4

3,645

0
3271.00

#VALUE!

3814,
1413

7,307



ATTACHMENT II
Brookhaven National Laboratory
Potable Water Supply
July 2011 Biweekly and Third Quarter Water Quality Monitoring Data

for the BNL Distribution System and Potable Water Wells



Attachment IT

Table 1 - Summary of Water Quality Analyses
for the BNL Potable Water System

July 201%
. Sample H Temper ivi ini Calcium
Sample Location Date SU) (Degre:st " C"(';?Llﬁf;‘;'ty Az::fg};g)t T e
WTP T 1.5 566 179 ANR ANR
WTP T12/11 7.6 56 180 ANR ANR
WTP 7114/11 7.6 37 180 ANR ANR
WTP 7/19/11 73 56 209 ANR ANR -
WTP 7121111 7.5 56 188 ANR ANR
WTP 7/126/11 7.4 56 183 ANR ANR
WTP 7/28/11 1.3 56 187 ANR ANR
Well 10 72/11 7.1 58 289 ANR ANR
Well 10 71411 6.8 58 237 ANR ANR
Well 11 7012411 7.0 56 252 ANR ANR
Wwell 11 7114111 7.0 56 232 ANR ANR
Bldg. 49 7112711 6.7 66 208 26 9.3
Bldg. 640 712011 6.8 70 218 30 93
Bldg. 363 7/12/11 6.8 70 215 50 8.2
ANR- Analysis Not Required
NR-  Not Reported
Note: Field parameters are only conducted for facilities that are in operation on the day of measurement.




ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703+ (631) 422-5777« FAX {631} 422-6770

Email: ecotestlab@aol.com Webhsite: www.ecotestlabs.com
LAB NO.113113.01 . 08709711

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000

ATTN: William Chaloupka PO#: 0000143228
SOURCE OF SAMPLE: 094-273
SOURCE OF SAMPLE: 31303
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:0O7/12/11
TIME COL'D: 0750
MATRIX: W SAMPLLE: B-49 Water Tower
31303-001
DATE. TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Calcium as Ca mg/L” 9.3 071411 0.2 EPAZ00.7
Alkalinity tot (alo3 my/l 26 071911 2 51825408
T.Coliform, 100 mh Absent 071211 1424 0O $189223
E.CoT1, 100mk. Absent 071211 1424 0O 5189223
Free-Chlorina Resid. ©~ -~ ~“mg/L 0.75 ' *

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria 1s within NY State and Federal
Timit for potable water

rn = 18874

DIRECTOR ﬁ

o
NYSDOH ID # 10320 Page 1 of 1




E coO 'EST LABORATORIES, INC. | ENVIRONMENTAL TESTING
' 377 SHEFFIELD AVE. « N. BABYLQN, N.Y. 11703.« (631) 422-6777+« FAX (631) 422.5770

Email: ecotestiab@aol.com Website: www.ecotestlabs.com
ILAR NO.113113.02 08/09/11

Brookhaven Mational Laboratory
Bldg. 452, P.0. Box S000
Upton, NY  11973-5000
ATTN: W1lliam Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 076-408
SOURCE OF SAMPLE: 31303 :
COU FCTED BY: Client DATE COL'D:G7/712/11 RECEIVED:07/12/11

TIME COL'D:0815
MATRIX:W SAMPLE: B-640 Water Tower
31303-002

DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS [(RL METHOD
Calcium as Ca mg/L 9.3 071411 0.2 FEPA200.7
Alkalinity tot CaCo3 my/l. 30 071911 2 51825408
T.Coliform, 100 sl . Ahsent 071211 1424 Qo 5139223
E.Coti, 100mL . Absent 071211 1424 @ 5189223
Free.Chlorine Resid,- 1= 7 B DY+ R o

cciBNL, Robert J. Lee
' LRL=Laboratory Reporting Limit
REMARKS: * Measured in the field by client.

Taotal Colfiform Bacteria is within NY State and Federa] °
1imit for potablie water

DIRECTOR
v

. _ [
rn = 18875 NYSDOH ID # 10320 Page 1 of 1



ECO'EST LABORATORIES, INC. , ENVIRONMENTAL rssme
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703.« (631) 422-5777+ FAX (631) 422.5770

Emall: ecotestlab@aol.com Website: www.acotestlabs.com
LAR NO.113113.03 08709711

Braokhaven National Laboratory
Bldg, 452, P.0. Box 5000
Upton, NY  11973-50Q
ATIN:  Willlam ChaToupka PO#:0000143228

SOURCE OF SAMPLE: 109-19
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:0Q7/12/11
TIME CIL'D: 0728
MATRIX:W SAMPLE: B-363 APT. Laundry
31303-003

DATE TIME ANAL YTTCAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Calcium as Ca mg/L 8.2 071411 0.2 EPA200.7
Alkalinity tot CaCo3 mg/L 50 071911 2 51825408
T.Coltform, 1060 mL . Absent 071211 1424 D 5189223
E.Col1, 100mL Abzent 071211 1424 0 5189223
Frea. Chlerine-Resid. - = mg/tz Q272 77 7 &

ce:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria 1s within NY State and Federal

Timit for potable water
DIRECTOR ﬁ

= 18876 NYSDOH ID & 106320 Page 1 of 1




ATTACHMENT III
Brookhaven National Laboratory
Potable Water Supply
July 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule

Monitoring Data and Bacteriological Analyses for the BNL Distribution System



Attachment Il

July 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule Monitoring Data
Table I - Maximum Residual Disinfectant Level (MRDL) Compliance

Total Residual Chlorine (mg/L;)

Location Aug. 10 | Sept. 10 [ Oct. 10 | Nov. 10 | Dec. 10 | Jan. 11 | Feb.11 | Mar.11 | Apr.11 | May 11 | June 11 | July 11

Bldg. 49 Water Tower 0.7 0.9 0.8 0.6 0.9 0.7 1.0 0.7 1.1 1.0 0.9 0.8
Bldg. 640 Water Tower 0.5 0.8 0.4 0.6 0.4 0.5 0.7 0.8 0.7 0.9 0.7 0.5
Bldg, 363 Apt. Laundry 0.7 0.4 0.9 0.3 0.5 0.4 0.6 0.7 0.4 1.0 0.5 0.7
Bidg. 1005 RHIC 0.6 0.4 04 0.6 0.7 0.3 0.7 0.63 0.5 1.1 0.5 0.7
Bldg. 930 LINAC NS 0.9 NS 0.6 NS 0.7 NS 1.0 NS 0.9 NS 0.7
Bldg. 725 NSLS 0.7 NS 0.6 NS 0.4 NS 0.8 NS 0.8 NS 0.5 NS
Bldg. 490 Qutpatient Clinic NS 0.7 NS 0.5 NS 1.0 NS 0.8 NS 0.9 NS 0.5
Bldg. 490 Block 11 NS 0.7 NS 0.7 NS 1.0 NS 0.6 NS 0.3 NS 0.5
Bldg. 490 Block | ACF 0.8 NS 0.8 NS 0.7 NS 0.4 NS 0.7 NS 0.6 NS
Bldg. 490 Block 4 MRC 0.5 NS 0.9 NS 0.4 NS 0.7 NS 0.6 N§ 0.6 NS
Monthly Average 0.6 0.7 0.7 0.5 0.6 0.7 0.7 0.8 0.7 0.9 0.6 0.6
NA - Not Applicable

NS- Not Scheduled for sampling

Running Annual Average (mg/L) 0.7  (Total Residual Chlorine)
MRDL (mg/L) 4.0




E CO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703« (631) 422-6777« FAX (631) 4225770

Email: ecotestlab@aol.com Webslte: www.acotestlabs.com
LAB NO.113113.01 .08/09/11

Bronkhaven National Laboratory
Bldg. 452, P.O. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: 094-273
SOURCE OF SAMPLE: 31303

COLLECTED BY: Cliant DATE CCL'D:Q7/12/11 RECEIVED:Q7/12/11
TIME COL'D: 0750
MATRIX:W SAMPLE: B-49 Water Tower
31303-001
DATE. TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESIALT FLAG OF ANALYSIS LRL METHOD
Calcium as Ca _ mag/L” 2,3 071411 0.2 EPA2DO.7
Alkalinity tot CaCo3 mg/L .26 071911 2 51825408
T.Coliform, 100 mi Absent 71211 1424 0 $189223
E.Co71, 100m. Absent 071211 1424 0 5189223
Free-Chlorine Resid. © - “mg/L  0.75 - ' *

cc:BNL, Rabert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the fleld by client.
Total CoTiform Bacteria 1s within NY State and Federal

Himit for potable water
DIRECTOR /7

N |
rn = 18874 NYSDOH YD # 10320 - Page 1 of 1




ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703, (631) 422-6777« FAX (631) 422.8770

Emall: ecotestlab@aol.com Website;: www.ecotestlabs.com
LAS NO.113113.02 08/09/11

Brookhaven Mational Laboratory
Bldg. 452, P.0O. Box 5000
Upton, NY -11973-5000

ATTN: William Chaloupka PO¥:0000143228
SOURCE OF SAMPLE: (76-408
SOURCE OF 5AMPLE: 31303 :
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/1}
TIME COL'D:0815
MATRIX:W SAMPLE: B-640 Water Tower
31303-002 -
DATE. TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS [RL METHOD
Calctium as Ca mg/lL 9.3 071411 0.2 FPA200.7
Alkalinity tot CaCo3 mg/l. 30 071911 2 51825408
T.Coliform, 100 mL . Abhsent 071211 1424 a 5189223
E.Coli, 100mi Ab=ent 071211 1424 Q 5189223
. Free. Chlorine Resid, wmgALT Goeg T TR T

ce:BNL, Robert J. Lee

tRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Colfform Bacteria 1s within NY State and Federal
1imit for potable water

™m = 18875

DIRECTOR
v

. f
NYSDOH ID # 10320 Page 1 of 1



E CO'EST LABORATORIES, INC. , ENVIRONMENTAL TESTING
377 SHEFFIELD AVE, = N. BABYLON, N.Y. 11703« (631) 422.5777« FAX (631) 422-8770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAR NO.113113.03 08/09/11

Brookhaven Natiopal Laboratory
B1dg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATIN: William Chaloupka PO#:-0000143228

SOURCE OF SAMPLE: 109-19
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D: 0725
MATRIX:W SAMPLE: B-363 APT. Laundry
31303-003

DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS {RL METHOD
Calcium as Ca mg/’/L 8.2 071411 0.2  EPA200.7
Alkalinity tot CaCo3 mg/L S0 071911 2 51825408
T.Coliform, 100 mL : Abzent 071211 1424 0 S189223
E.Co11, 100m_ Absent 071211 1424 ¢ 5189223

- Free. Chlerine-Restd. -~ g/l Qo2 =70 AT T

cciBNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the Tield by c¢lient.
Total Coliform Bacteria 1s within MY State and Federal

Timit for potable water
DIRECTOR ﬁ

™ = 18876 NYSDOH ID # 10370 Page '1 of 1




E=COMNEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFEIELD AVE. » N. BABYLON, N.Y. 11703.« {631) 422-5777« FAX (631) 422.8770

Emalk ecotestlab@aol.com Websita: www.acotestlabs.com
LAB NO.113113.04 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11972-5000
ATTN:  WiTliam Chaloupka FO#:0000143228

SOURCE OF SAMPLE: 045-12
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/1) RECEIVED:07/12/11
: TIME COL'D: 03900
MATRIX:W SAMPLE: B-1005 RHIC
31303-004
_ DATE TIME ANALYTICA)L
ANALYTICAL PARAMETERS UNITS RESULT " FLAG OF ANALYSIS LRL  METHOD
T.Cotiform, 100 mL Absent 071211 1424 O 5189223
E.Colf, 100mL Absent; 071211 1424 o 5189223
Free Chlorine Resid. ma/L  0.69 *

cc:B8ML, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: * Maasured in the field by client.

Total Coliform Bacterfa 1s within NY State and Federal]
Vimit for potable water

DIRECTOR
rn = 18877 " NYSDOH ID # 10320 Hage

” of 1




ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703, (631) 422-8777+ FAX (831) 422-5770

Email: ecotestlab@aol.com Website: www.acotestlabs.com
LAB NO.113112.05 08/09/11

Brookhaven Nakfonal Laboratory
Bldg. 452, P.Q. Bax 5000
Upton, MY  11973-5000

ATTN:  William Chaloupka PO#:0000143228
SOURCE OF SMMPLE: 054-187
SOURCE OF SAMPLE: 31303
COLLECTED BY: Client DATE COL'D: 07712711 RECEIVED: 07712711
TIME COL'D: 0845
MATRIX:W SAMPLE: B-930 LINAC
31303-005
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
T.CoVifarm, 300 mL Absent 071211 1424 ¢ S1R9223
E.Coli, 100mL Absent 071211 1424 o0© S189223

Free Chlorine Resid.

mg/l.  0.67 *

co:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit-

REMARKS: * Measured in the field by client.
: Total Colfform Bacteria fs within NY State and Federa)
11imit for potable water

rn = 18878

DIRECTOR ﬁ//f\

! 14
NYSDOH ID # 10320 "~ Page "1V of |




B CONEST LABORATORIES, INC.

- ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703, * (631) 422-6777« FAX (821 }422-6770
Email: ecotestlab@aol.com Waebsite: www.acotestlabs.com
LAB NO.113112.06 08/09/11
Brookhaven Nationai Laboratory
Bldgq. 452, P.0. Box S000
Upton, NY  11973-5000
ATTN:  William Chaloupka PC#:0000143228
SOURCE OF SAMPLE: (0B4-70
SOURCE OFf SAMPLE: 31203
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D: 1020
MATRIX:W SAMPLE: B-490 Outpatierit CTinic
31303-006
DATE TIME ANALYTICAL
ANALYTICAL. PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Colifarm, 100 m. Absent 071211 1424 ¢ 5189223
E.Coli, 100mL Absent 071211 1424 S189223
Free Chlarine Resid. mg/L  0.52 *

cc:BNL, Robert J. Lee
LRL=Laboratory

REMARKS: * Measured in the field by client.
Total Coliform Bacteria is within N

1imit for potable water
DIRECTOR /1\1

Y State

Reporting Limit

and Federa]

rn = 18879 NYSDOH ID # 10320

P¥ge ]

of 1



ECO]EST LABORATORIES, INC.

377 SHEFFIELD AVE. » N. BABYLON, N.Y, 1

Emall: ecotestiab@aol.com Wabsite:

LAB ND.113113.07

ENVIRONMENTAL TESTING
1703.+ (831) 422-6777- FAX (631) 422-5770

www.ecotestlabs.com
08/09/11

Brookhawen National Laboratory

Bldg. 452, P.0. Box 5000

Upton, NY  11573-5000
ATIN:  W1T1iam Chaloupka PO¥: Q000143228
SOURCE OF SAMPLE: Q84-67
S0URCE OF SAMPLE: 31303
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED: 07/12/11
TIME COL'D:1000
MATRIX:W SAMPLE: B8-490 Block II
31303~007
DATE THE ANAL YTICAL
ANALYTICAL PARAMETERS UNITS RESULY FLAG OF ANALYSIS LRL METHOD
T.Coliform, 100 mL Absent 071211 1424 q 5189223
E.Co11, 100mL Absent 071211 1424 0 5189223
Free Chlorine Resid. g/l 0.48 *

cc:BNL, Robert J. Lee

REMARKS: * Measured in the fleld by ¢
- Total Colifarm Bacteria j= w
limit for potable water

LRL=Laboratory Reporting Limit

Tient.
ithin NY State and Federal

PIRELCTOR

NYSDOH ID # 10320

v
Pageal of 1



ATTACHMENT IV
Brookhaven National Laboratory
~ Potable Water Supply
2011 Annual Synthetic Organic Chemical and Pesticides Analyses

for the BNL Potable Water Wells



COEEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.« (631) 422-5777« FAX {631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.14 . 07/07/11

Brookhaven National Laboratory
Bidg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATIN: William Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: Wells 4,6,7
SOURCE OF SAMPLE:

COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
: TIME COL'D:0715
MATRIX:W SAMPLE: Wells 4,6,7 Composite
31300-014
: DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Benza(a)pyrene ug/l. < 0.02 060211 0.02 EPAS25.2
Bis(2-ethyThexylladipate ug/L < 0.6 060911 0.6 EPAS25.2
Biz(2-ethylhexyl)phthalate ug/L < 0.6 060911 0.6 EPA525.2
HexachTorocyclopentadiene ug/L < Q.1 060911 B ERPAS25. 2
2,4-D ug/L < 0.1 061511 0.1 EPAS15.1
Datapon ug/L <1 ' 061511 1 EPA51S5.1
Dicamba ug/L < 0.8 061511 0.8 EPA515.1
Dinoseb ug/L < 0.2 061511 0.2 EPASIS. 1
Pentachlorophenol (gc) ug/L < 0.04 061511 0.04 EPA5SIS.1
Pichlaram ug/L < (.1 061511 0.1 EPAS15.1
2,4,5-TP ug/L < .05 061511 0.05 EPAS1S.1

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: 525 Extracted Date:06/09/11
515 Extracted Date:06/10/11

DIRECTOR}O -
rn = 15520 NYSDOH ID # 10320 ﬂ /é#;e 1 of 2



E coO ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y, 11703 « (631) 4225777 FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.14 07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11573-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: Wells 4,6,7
SOURCE OF SAMPLE:

COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0715
MATRIX:W SAMPLE: Wells 4,6,7 Composite
31300-014
DATE TIME ANAL YTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

Alachlor ug/L < Q.2 061711 0.2 EPAS507/508
Aldrin ug/l < 0.05 061711 0.05 EPAS07/508
Atrazine ug/L < 0.1 061711 0.1 tPASQ7/508
Butachlor ug/t. < 0.4 061711 G.4 EPAS0O7/508
Chlordane ug/L < 0.2 061711 0.2 EPAS07/508
Dieldrin ug/L < 0.05 061711 0.05 EPAS07/508
Endrin . ug/L < 0.1 061711 0.01  EPA5S07/508
Heptachlor ug/t. < 0.04 061711 0.04 EPAS07/508
Heptachlor Epoxide ug/L < 0.02 061711 0.02 EPAS07/508
Hexachlorobenzene ug/l. < 0.1 061711 0.1 EPAS507/508
Lindane ug/L < 0.02 061711 0.02 EPA507/508
Methoxychlar ug/L < 0.1 061711 0.1 EPASQ7/508
Metoiachlor ug/t. < 0.75 061711 0.75 EPA507/508
Metribuzin ug/L < 0,15 061711 0.15 EPAS07/508
Propachlaor ug/L < 0.5 061711 0.5 EPAS07/508
Simazine ug/L < 0.07 061711 0.07 EPASQ7/508
Toxaphene ug/L <1 061711 1 EPA507/508
Araclor 1016 ug/L < 0.025 061711 0.025 EPA5S07/508
Aroclor 1221 ug/L < 0.025 061711 0.025 EPA507/508
Aroclor 1232 ug/L < 0.025 061711 0.025 EPAS07/508
Aroclor 1242 ug/L < 0.025 061711 0.025 EPAS07/508
Aroclor 1248 ug/L < 0.025% 061711 0.025 EPA507/508
Aroclor 1254 ug/L < 0.025 061711 0.025 EPASQ7/508
Araclor 1260 ug/L < 0.025 061711 0.025 EPASQ7/508

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: 507/508 Extracted Date:06/14/11
A1l values are within NY State and Federal Timits for

potable water,
DIRECTOR f(ﬁy

r = 15521 NYSDOH ID # 10320 UPaée/ 2 of 2




=COEBEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 », {631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.15 07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATIN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: Wells 10,11
SCURCE OF SAMPLE:

COLLECTED BY: C(Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0630
MATRIX:W SAMPLE: Wells 10,11 Composite
31300-015
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Benzo{alpyrene ug/L < 0.02 3 060911 0.02 EPAS25.2
Biz(2-ethylhexyl)adipate ug/L < 0.6 3 060911 0.6 EPAS25.2
Bis(2-ethylhexyl)phthalate ug/L < 0.6 1,3 060911 0.6 EPAS25.2
Hexachliorocyciopentadiene ug/L < Q.1 2,3 060911 0.1 EPAS25.2
2,4-D ug/L < 0.1 061511 0.1 EPAS1S.1
Datapon ug/L <1 061511 1 EPA515.1
Dicamba ug/L < 0.8 061511 0.8 EPAS15.1
Dinoseb ug/L < 0.2 061511 0.2 EPAS15.1
Pentachlorophenol (gec) ug/L < 0.04 061511 0.04 EPASIS.1
Pichloram ug/L < D.1 061511 0.1 EPA515.1
2,4,5-TP ug/L < 0.05 061511 0.05 EPAS15.1

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: 525 Extracted Date:06/09/11
515 Extracted Date:06/14/11
1,2 LCS out of gc range, 1-147% vs 130% & 2-35% vs 70%.
3-Surrogate below g¢ Timig, 3-69% vs 70%.

.y
Aod 1

rn = 15522 NYSDOH ID # 10320 ag of 2




E (0, ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON_, N.Y. 11703 .+ (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.15 07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0O. Box 5000
Upton, NY 11973-5000
ATTN: WiTlliam Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: Wells 10,11
SOURCE OF SAMPLE:

COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
. TIME COL'D:0630
MATRIX:W SAMPLE: Wells 10,11 Composite
31300-015
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

Alachior ug/L < 0.2 061711 0.2 EFPAS07/508
Aldrin ug/L < 0.05 061711 (.05 EPAS07/508
Atrazine ug/l. < 0.1 061711 0.1 EPAS07/508
Butachlor ug/L. < 0.4 061711 0.4 EPASQ7/508
Chlordane ug/L < 0.2 061711 0.2 EPAS07/508
Dieldrin ug/t < 0.05 061711 0.05 EPAS07/508
Endrin ug/L < 0.01 061711 0.01 EPAS0Q7/508
Heptachior ug/L < 0.04 061711 0.04  EPAS07/508
Heptachlor Epoxide ug/L < 0.02 061711 0.02 EPA507/508
Hexachlorabenzene ug/l. < 0.1 061711 0.1 EPAS07/508
Lindane ug/L < 0.02 061711 0.02 EPA507/508
Methoxychlor ug/L < 0.1 061711 0.1 EPAS07/508
MetalachTor ug/L. < 0.75 061711 0.75 EPAS07/508
Metribuzin : ug/L < Q.15 061711 0.15 EPASQ7/508
Propachlor ug/L < 0.5 061711 0.5 EPAS07/508
Simazine ug/L < 0.07 061711 .07 EPA507/508
Toxaphene ug/L <1 061711 1 EPAS07/508
Aroclor 1016 ug/L < 0.025 061711 0.025 EPAS07/508
Araclor 1221 ug/L < 0.025 061711 0.025 EPASG7/508
Araclor 1232 ug/L < 0.025 061711 0.025 EPAS07/508
Aroclor 1242 ug/L. < 0.025 061711 0.025 EPAS07/508
Aroclor 1248 ug/L. < 0.025 061711 0.025 EPA507/508
Arocior 1254 ug/L < 0.025 061711 0.025 EPAS07/508
Aroclor 1260 ug/t. < 0.025 061711 0.025 EPASQ7/508

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: S07/508 Extracted Date:(06/14/11
A1l values are within NY State and Federal 1imits for

potabie water. .
DIRECTOR )/)Y/i>
/P[z'
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ATTACHMENT V
Brookhaven National Laboratory
Potable Water Supply
2011 Annual Inorganic and Nitrate/Nitrite

Analyses for the BNL Potable Water Wells



co

LAB NO.11254

ATTN:

SOURCE OF SAMPLE:

1.08

EST LABORATORIES, INC.

Brookhaven National Laboratory

B81dg. 452, P.0. Box S000
11973-5000
William Chaloupka

Upton, NY

0&3-20

SOURCE OF SAMPLE:

COLLECTED BY:

MATRIX:W

ANAL YTICAL PARAMETERS

Arsenic as As
Barijum as Ba

- Cadmium as Cd
Chromium as Cr
Fluoride as F
Mercury as Hg
Selenium as Se
Silver as Ag
Chloride as C]
Color _

Iron as Fe
Manganese as Mn
Odor

Sodium as Na

. Zinc as In
Antimony as Sb
Beryllium as Be
Cyanide as CN
Nickel as Ni
Sulfate as S04
ThalTium as T1
Specific Conductance
Ammonia as N

fLead as Pb

units

units

cc:BNL, Robert .J. Lee

REMARKS:

= 15510

Client

ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
07/07/11

PQOi#: 0000143228

DATE COL'D:06/07/11 RECEIVED:06/07/11

SAMPLE: Well 4 RAW

31300-009
UNITS RESULT
mg/L < 0.005
mg/L  0.039
mg/L < 0.001
mg/L < 0.005
my/L < 0.2
mg/L < 0.00025
mg/L < 0.005
mg/L < 0.001
mg/L 40
<5
mg/l 2.1
mg/L 0.18
0.0
mg/L 22
mg/L 0.02
mg/L < 0.005
mg/L < 0.001
mg/l < 0.02
mg/L 0.005
mg/L 11
mg/L < 0.002
umho/cm 170
mg/L < 0.05
mg/L < (.001

Suffolk County Inorganic Chem. Groups 1,2,3,4.

TIME COL'D:0645

DATE TIME ANALYTICAL
FLAG OF ANALYSIS LRL  METHOD

061011 0.005 EPA200.5
061011 0.001 EPA200.5
061011 0.001 EPA200.5
061011 0.005 EPA200.5
061511 G.2 5184500FC
061311 (.0002 EPA245.2
061011 0.005 EPA200.5
061011 0.001 EPA200.5
061011 2 S184500C1B
060711 1556 5 51821208
061011 0.01  EPA200.5
061011 0.01 EPA200.5
060711 1512 O EPA14(.1
061011 1 EPA200.5
061011 0.01 EPA200.5
061011 0.005 EPA200.5
061011 0.001 EPA200.5
061011 0.02 EPA335.4
061011 0.005 EPA200.5
060911 5 A5D516-02
061611 0.002 EPA200.9
061011 1 - 51825108
061411 0.05 5204500NH3D
061011 0.001 EPA200.5

LRL=Laboratory Reporting Limit

Value for Iron exceeds NY State and Federal Timits for
potable water. All other values tested are within limits.

NYSDOH ID # 10320

-
T



COBEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703« (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.09 07/07/11

ATTN:

SOURCE OF SAMPLE:
SCURCE OF SAMPLE:
COLLECTED BY:

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000

William Chaloupka PO#: 0000143228
083-20
Client DATE COL'D:06/07/11 RECEIVED:06/07/11

TIME COL'D:0645

MATRIX:W SAMPLE: Well 4 RAW
31300-009
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Nitrite as N mg/L < 0.002 060711 1615 D.002 S1B4500N02B
Nitrate as N mg/L < 0.5 061411 0.5 EPA353.2
pHE1ab units 5.9 060711 1631 0.1 S1B4500HB
MBAS as LAS mg/L < 0.1 060811 1300 0.1 EPA42G.1

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.
ATl values are within NY State and Federa1 ]1m1ts for

potable water.

= 15511

DIRECTOR

NYSDOH ID # 10320 agk 2 aof 2



CO® EST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.0.{(631) 422-5777« FAX (631) 422-5770
Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB ND.11254

ATTN:

SOURCE OF SAMPLE:

1.10

07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000

Upton, NY

093-07

SOURCE OF SAMPLE:

COLLECTED BY:

MATRIX:W

ANALYTICAL PARAMETERS

Arsenic as As
Barium as Ba
Cadmium as Cd
Chromium as Cr
Fluoride as F
Mercury as Hg
Selenium as Se
Silver as Ag
Chloride as C]
Color

Iron as Fe
Manganese as Mn
Odor

Sodium as Na
Zinc as ZIn
Antimony as Sb
Beryllium as Be
Cyanide as CN
Nickel as Ni
Sulfate as S04
Thallium as T1
Specific Conductance
Ammonia as N

units

units

lLead as Pb
cc:BNL,
REMARKS :
rn = 15512

Client

William Chaloupka

11973-5000
PO#: 0000143228

DATE COL'D:D6/07/11 RECEIVED:(36/07/11

TIME COL'D:0700

SAMPLE: Well 6 RAW
31300-010
DATE TIME ANALYTICAL
UNITS RESULT FLAG OF ANALYSIS LRL  METHCD
my/L < 0.005 061011 0.005 EPA200.5
mg/L  0.032 061011 0.001 EPA200.5
mg/L < 0.001 061011 0.001 FEPA200.5
mg/L < 0.005 061011 0.005 EPA200.5
mg/l < 0.2 061511 0.2 51B4500FC
ma/L < 0.00025 061311 0.0002 EPA245.2
mg/L. < 0.005 061011 0.005 EPA200.5
ma/L < 0.001 061011 0.001 EPA200.5
mg/L 39 061011 2 S184500C18
<5 060711 1600 S S1821208
mg/L 3.3 061011 0.01  EPA200.5
mg/l.  0.09 061011 0.01 EPA200.5
0.0 060711 1519 0 EPAI40.1
mg/L 20 061011 1 EPA200.5
mg/l.  0.02 061011 0.01 EPA200.5
mg/L < 0.005 061011 0.005 EPA200.5
mg/L < 0.001 061011 0.001 EPA200.5
mg/l < 0.02 061011 0.02 EPA335.4
mg/L 0.1 061011 0.005 EPA200.5
mg/L 10 060911 5 ASDS516-02
mg/L < 0.002 061611 0.002 EPA200.9
“umho/cm 160 061011 1 - 51825108
my/L < 0.05 061411 0.05 S204500NH3D
mg/L < 0.001 061011 0.001 EPA200.5

Robert J. Lee

Suffolk County
Value for Iron
potabie water.

NYSDOH

LRL=Lahoratory Reporting Limit
Inorganic Chem. Groups 1,2,3,4.

exceeds NY State and Federal limits for
A1l other values tested are within limits,

0l
7 —

ID # 10320



COUNEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703« (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.10 07/07/11

Brookhaven National Laboratory
Bidg. 452, P.0. Box 5000
Upton, NY 11973-5000 @
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 093-07
SOURCE OF SAMPLE:

COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0700
MATRIX:W SAMPLE: Well 6 RAW
31300-010
DATE TIME ANALYTICAL

ANAL YTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Nitrite as N ma/L < 0.002 060711 1615 0.002 S1B4500N028
Nitrate as N mg/L < 0.5 : 061411 0.5 EPA353.2
pH@iab units 6.0 060711 1634 0.1 5184500HB
MBAS as LAS omg/L < 0.1 060811 1200 0.1 EPA425.1

cc:BNL., Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.
A1l values are within NY State and Federal 1imits for

potable water. ﬁ
DIRECTOR /4/)
Iék;( A! of 2

rn = 15513 NYSDGH ID # 10320



CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703« (631) 422-5777+ FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.11 07/07/11

Brookhaven National Laboratory

Bldg. 452, £.0. Box 5000

Upton, NY  11973-5000 , '
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 092-03
SOURCE OF SAMPLE:

COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0715
MATRIX:W SAMPLE: Well 7 RAW
31300-011
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Arsenic as As mg/L < 0.005 061011 00.005 EPA200.5
Barium as Ba mg/L  0.023 061011 0.001 EPA200.5
Cadmium as Cd mg/L < 0.001 061011 0.001 EPAZ00.5
Chramium as Cr mg/L < 0.005 - 061011 0.005 EPA200.5
Fluortde as F mg/L < 0.2 061511 0.2 S184500FC
Mercury as Hg mg/L < 0.00025 061311 0.0002 EPA245.2
Selenium as Se mg/L < 0.005 061011 0.005 EPA200.5
Silver as Ag mg/L < 0.001 061011 0.001 EPA200.5
Chloride as C1 mg/L 36 061011 2 5184500C18
Color units <5 060711 1606 5 51821208
Iron as Fe mg/L 2.2 0el1011 0.01 EPAZ0O.S
Manganese as Mn mg/L  0.07 061011 0.01 EPA200.5
Odor units 0.0 660711 1518 O EPAl140.1
Sodium as Na ‘ mg/L 19 061011 1 EPA200.5
Zinc as In mg/sL  0.02 061011 0.01 EPA200.5
Antimony as 5b mg/L < 0.005 061011 0.005 EPA200.5
Beryllium as Be mg/L < 0.001 061011 0.001 EPA200.5
Cyanide as CN mg/L < Q.02 061011 0.02 EPA335.4
Nickel as Ni mg/L < 0.005 061011 0.005 EPAZ00.5
Sulfate as S04 mg/L 8 060911 5 ASD516-02
Thallium as T mg/L < 0.002 0el611 0.002 EPA200.9
Specific Conductance umha/cm 160 061011 1 51825108
Ammonia as N mg/L < 0.05 061411 0.05  S204500NH3D
Lead as Pb mg/L < 0.001 061011 0.001 EPAZ200.5

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit
REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.

Vatue for Iron exceeds NY State and Federal Timits for
potable water. All other values tested are within 1imits.

DIRECTOR /O

rn = 15514 NYSDOH ID # 10320 , Page .1 of 2




E CO' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422-5777+ FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB MO.112541.11 07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000

ATIN: William Chalaupka PO#: 000014322
SOURCE OF SAMPLE: 092-03
SOURCE OF SAMPLE:
COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0715
MATRIX:W SAMPLE: Well 7 RAW
31300-011
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Nitrite as N mg/L < ¢.002 060711 1615  0.002 S184500N02B
Nitrate as N mg/L < 0.5 061411 Q.5 EPA353.2
pHElab units 6.0 060711 1637 - 0.1 5184500HB
MBAS as LAS mg/L < 0.1 0.1 EPA425.1

060R11 1300

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: Suffalk County Inorganic Chem. Groups 1,2,3,4.
A1l values are within NY State and Federal 1imits for
potable water.

rn = 15515

DIRECTOR m )

NYSDOH ID # 10320 QUJZ of 2




cO

EST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N. BABYLON, N.Y, 11703.+.(631) 422-5777« FAX (631) 422-5770
Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB NO.11254

ATTN:

SOURCE OF SAMPLE:

1.12

Q7/07/11

Broockhaven National Laboratory
Bldg. 452, P.0. Box 5000

Upton, NY

055-09

SOURCE OF SAMPLE:

COLLECTED BY:

MATRIX:W

ANALYTICAL PARAMETER
Arsenic as As
Barium as Ba
Cadmium as Cd
Chromium as Cr
Fluoride as F
Mercury as Hg
Selenium as Se
Sitver as Ag
Chloride as C1
Color

Iron as Fe
Manganese as Mn
Odor

Sodium as Na
Zinc as ZIn
Antimony as Sb
Beryllium as Be
Cyanide as CN
Nickel as Ni
Sulfate as 304
Thaltium as T1
Specific Conductance
Ammonia as N

Lead as Pb

units

units

cc:BNL,

REMARES:

= 15516

Client

William Chaloupka

11973-5000
PO#:0000143228

DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0630

SAMPLE: Well 10 RAW

31300-012
DATE TIME ANALYTTICAL
9 UNITS RESULY FLAG OF ANALYSIS LRL  METHOD
mg/L < 0.005 061011 0.005 EPAZ00.5
mg/L  0.041 061011 0.001 EPAZ200.5
mg/L < 0.001 061011 0.001 EPA200.5
mg/l. < 0.005 061011 0.005 EPAZ200.5
mg/L. < 0.2 061511 0.2 5184500FC
lg/7L < 0.00025 061311 0.0002 EPA245.2
mg/L < 0.005 061011 {1.005 EPAZ00.5
mg/L < 0.001 061011 0.001 EPA200.5
mg/L 59 061011 2 5184500C1B
<5 060711 1610 5 51821208
mg/L  0.38 061011 0.01 EPAZ200.5
mg/L < 0.01 061011 0.01 EPA200.5
0.0 060711 1519 0O EPA140.1
ma/L 26 061011 1 EPA200.5
mg/L 0.01 ‘ 061011 0.01 EPAZ00.5
mg/L < 0.005 061011 0.005 EPA200.5
mg/L. < 0.001 061011 0.001 EPA200.5
mg/L < 0.02 061011 0.02 EPA335.4
m3/L < 0.005 061011 0.005 EPAZ200.5
mg/L 11 060911 5 AsSDS16-02
mg/L < 0.002 061611 0.002 EPA200.9
umho/cm 270 061011 1 - 51825108
mg/L < 0.05 061411 .05  5204500NHZD
mg/L < 0.001 061011 0.001 EPA200.5

Robert J. Lee

Suffalk Counkty
Value for Iron

I.RL=Laboratory Reporting Limit

Inorganic Chem. Groups 1,2,3,4.
exceeds NY State and Federal limits for

potable water. All other values tested are within limits.

NYSDOH

DIRECTOR/)‘ ﬂ

[

ID # 10320



ECO ! EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 ».(631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAR NO.112541.12 07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000

ATTN:  William Chaloupka PO#:000014322
SOURCE OF SAMPLE: 055-09
SOURCE OF SAMPLE:
COLLECTED BY: Client DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:0630
MATRIX:W SAMPLE: Well 10 RAW
31300-012
. DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Nitrite as N mg/L < 0.002 060711 1615 0.002 5184500N02B
Nitrate as N mg/L 0.8 061411 0.5 EPA353.2
pH@1ab units 6.6 060711 1640 0.1 5184500HB
MBAS as LAS mg/L < 0.1 060811 1300 0.1 EPA425.1

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.
A1l values are within NY State and Federal limits for

potabie water.
- DIRECTOR 0

rn = 15517
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Ecol:sr LABORATORIES, INC.

ENVIRONMENTAL TESTING

-377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.« (631) 422-5777« FAX (631} 422-5770
Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB NO.11254

ATTN:

SOURCE OF SAMPLE:

1.13

07/07/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000

Upton, NY

056-19

SOURCE OF SAMPLE:

COLLECTED BY:

MATRIX:W

ANALYTICAL PARAMETER
Arsenic as As
Barium as Ba
Cadmium as Cd
Chromium as Cr
Fluoride as F
Mercury as Hg
Selenium as Se
Silver as Ag
Chloride as C1
Color

Iran as Fe
Manganese as Mn
Odor

Sodium as Na
Zinc as In
Antimony as Sb
Beryllium as Be
Cyvanide as CN
Nickel as Ni
Sulfate as S04
Thallium as T1
Specific Conductance
Ammonia as N

Lead as Fb

units

units

cc:BNL,

REMARKS: Suffolk County

rn = 15518

Client

William Chaloupka

11973-5000
PO#:0000143228

DATE COL'D:06/07/11 RECEIVED:06/07/11
TIME COL'D:061%

SAMPLE: Well 11 RAW

31300-013
DATE TIME ANALYTICAL
S UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
mg/L < 0.00S 061011 0.005 EPAZ200.5
mgs/L  0.055 061011 0.001 EPA200.5
mg/L < 0.001 061011 0.001 EPA200.5
mg/L < 0.005 061011 0.005 EPA200.5
mg/L < 0.2 061511 0.2 5184500FC
mg/L < §.00025 061311 0.0002 EPA245.2
mg/L < 0.Q05 061011 0.005 EPAZ200.5
mg/L < Q.001 061011 0.001 EPA200.5
mg/L 76 061011 2 5184500C1B
<5 060711 1614 5 51821208
mg/L 0.09 061011 - 0.01 EPAZ00.5
mg/L. < 0.01 061011 0.01 EPA200.5
0.0 060711 1519 0 EPA140.1
mg/L 42 061011 1 EPA200.5
mg/L 0.01 061011 0.01 EPA200.5
mg/L < 0.005 061011 0.005 EPAZQ0.5
mg/L < 0.001 061011 0.001 EPA200.5
mg/L < 0.02 061011 0.02 EPA335.4
mg/L < 0.005 061011 0.005 EPA200.5
mg/L 12 - 060911 5 ASD516-02
mg/L < 0.002 061611 0.002 EPA200.9
umho/cm 310 61011 1 - 51825108
mg/L. < 0.05 (61411 0.05 5204500NH3D
mg/L < 0.001 061011 0.001 EPA2({.5

Robert J. Lee

All values are
potable water.

NYSDOH

LRL=Laboratory Reporting Limit

Inorganic Chem. Groups 1,2,3,4.
within NY State and Federal Timits for

ID # 10320



E co ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 », (631) 422-5777« FAX (631) 422.5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.112541.13 07/07/11

ATTN:

SOURCE OF SAMPLE:
SQURCE OF SAMPLE:
COLLECTED BY:

MATRIX:W

ANALYTICAL PARAMETERS

Nitrite as N
Nitrate as N

pH@lab units
MBAS as LAS

Brockhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000

William Chaloupka PO#:0000143228
056-19

Client DATE COL'D:06/07/11 RECEIVED:06/07/11
‘ TIME COL'D:0615

SAMPLE: Well 11 RAW

31300-013
DATE TIME ANALYTICAL
UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
mg/L < 0.002 060711 1615 0.002 S184500N0OZB
mg/L 0.9 061411 0.5 EPA353.2
6.4 060711 1643 0.1 5184500HB
mg/L < 0.1 060811 1200 0.1 EPA425.1

cc:BNL, Robert J. Lee

LRL=Lahoratory Reporting Limit

REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.
ATl values are within NY State and Federal 1imits for

potable water.

rn = 15519

NYSDOH ID # 10320 of 2

")
fir.



ATTACHMENT VI
Brookhaven National Laboratory
Potable Water Supply
2011 Third Quarter Principal Organic Compound Analyses and Bacteriological Analyses

for the BNL Potable Water Distribution System and Potable Water Wells



ECO, EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.0.(631) 422-5777s FAX (631) 422.5770

Email: ecotestlab@acl.com Waebsite: www.ecotestlabs.com
LAB NO.113113.08 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATIN:  William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 083-20
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 HECEIVED:07/12/11
TIME COL'D:0s4s ,
MATRIX:W SAMPLE: Well 4
31303-008
. ' DATE TIiM= ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS {RL METHOD
OichTorodiflumrometivane ugsl. < .5 071311 0.5 EPA524.2
Chloromethane ug/L < 0.5 071311 0.5 EPAS24.2
Viny! Chloride ) ugAb < Q.5 071311 0.5 EPAS24.2
Bromomethane ugs/L - < 0.5 071311 0.5 EPAS24.2
Chloroethane ug/L. < Q.8 071311 .. 0.5 -EPASR4. 0 .
Trichlorofluoromethans ug/L < 0.5 071311 0.5 EPA524.2
1,1 Dichloroethene ug/l. < 0.5 071311 0.5 EPA524,2
Methylene Chloride ug/l < 0.9 0713211 0.5 EPA524.2
ter.ButyiMethyIEther ug/L < 0.5 071311 0.5 EPA524,2
t~1,2-0Oichloroethene ug/lL < 0.5 071311 0.5 EPAS24.2
1,1 Dichloroethane w/l < 0.5 071311 0.5 EPAS24.2
© 2,2-Dich)oroprapane ug/ll. 2 0.5 071314 0.5 EPAS24.2
c-1,2~Dichloroethene - ug/L < 0.5 071311 0.5 EPAS24,2
Chloroform ug/L 1.2 071311 0.5 EPAS24.2
Bromochloromethane ug/L ¢ O.s5 071311 0.5 EPAS24.2
111 Trichloroethane g/l < qQ,s 071311 0.5 Epas24.2
1,1-Dichloropropene uasl. < 0.5 071311 0.5 EPAsS24,2
Carbon Tetrachloride ug/L < 0.5 071311 0.5 EPAS24.2
1,2 Dichloroethane ugsl. < 0.5 071311 0.5 EPAS24.2
Benzene ug/sL < (4.5 071311 0.5 EPAS24.2
Tr1chlorpethane ug/L < 0.5 071311 a.5 EPAS24 .2
1,2 Dichloropropane ug/l. < Q.5 071311 0.5 EPA5249.2
Bromodichioromethane ug/t. < 0.5 071311 0.5 EPA524,2
Dibromomathane ug/’L. < Q0.5 07131) 0.5 EPA524.2
c-1,3Dichlorapropene vg/L ¢ 0.5 071311 0.5 EPAS24.2

ce:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A1l valuses are within NY State and Federal Timits for
potable water.

DIRECTOR
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ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. = N, BABYLON, N.Y. 11703.» (631) 422-8777 FAX {631) 422-5770

Email: ecotestlab@aol.com Wabsite: www.acotestlabs.com
LAB NO.112113.08 08/09/11

Brookhaven National Laboratory
Bidg. 452, P.0. Box S000
Upton, NY  11973-5000
ATTN:  Wi111am Chaloupka PO%:0000143228

SOURCE OF SAMPLE: 083-20
SOURCE OF SAMPLE: 31303

COLLECTED BY: Ciient DATE COL'D:07/12/11 RECEIVED:07/12/1)
TIME COL'D: 0645
MATRIX:W SAMPLE: Well 4
31303-008

DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Toluene ugf/L. < 0,5 071311 0.5 EPA524.2
t-1,3Dichioropropene “ug/l. < 0.5 071311 0.5 EPAS24.2
112 Trichloroethane ug/L < 0.5 071311 0.5 EPAS24.2
1,3-Dichloropropane ug/L < Q.5 071311 0.5 EPAS24.2
Tetrachlorocethene ug/L < 0.5 071311 0.5 EPA524,2
Chlorodibromomethane S ug/le s @5 St EQ7IRL L UOIETTUERASSS 2
*"ChTorobenzens’ ug/L < Q.5 071311 0.5 EPAS24.2
1112Tetrachloroethane ug/L < 0.5 071311 0.5 EPAS24.2
Ethyl Benzene ug/k < 0.5 071311 0.5 EPAS24.2
m + p Xylene ug/l. ¢ 1 071311 1 FPAS24.2
c Xylene vg/l. < 0,5 071311 0.5 EPAS24.2
Styrene ug/l ¢ 0.5 071311 LB EPAS24.2
Bromoform - ug/L 7 8.5 071311 0.5 EPAS24.2
Isopropylbenzene ug/l < 0.5 071311 0.5 EPAS24.2
1122Tetrachloroethane ug/L < 0,5 G71311 0.5. EPAS24.2
123-Trichlorapropane ug/l. < 0.5 071311 0.5 - EPAS24.2
n-Propylbenzene ug/L < 0.5 071311 0.5 EPAS24.2
Bromobenzene ug/L < 0.5 071311 0.5 EPA524.2
135~-Trimethylbenzens ug/L < 0.5 071311 0.5 EPAS24.2
2-Chlorotoluene ug/L < 0.5 071211 0.5 EPAS24.2
4-Chlaorotoluene ug/L < 0.5 071311 0.5 EPA524.2
tert-Butylbenzene ug/L < 0.5 071311 0.5 EPA524.2
124-Trimethylbenzene ug/L < 0.5 071311 0.5 EPAS24.2
< Q.5 071311 0.5 EPAS24.2

sec-Butylbenzene ug/L
cc:BNL, Rabert J. Lee

LRL=l.aboratory Reporting Limit

REMARKS: AT11 values are within NY State and Federal Timits fur

potable water.
DIRECTOR !//:/

= 18882 NYSDOH ID # 10320 Page 2 of 3
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E CO' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE, « N. BABYLON, N.Y. 11703.+, (631) 422-8777+ FAX (33” 422.5710

Emall: ecotestlab@aol.com Website: www.scotestlabs.com
LAB NO.113113.08 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: Will1am Chaloupka PO#:p000143228

SOURCE OF SAMPLE: 083-20
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL"D:07/12/11 RECEIVED:G7/12/11
' TIME COL'D:0&45
MATRIX:W SAMPLE: Well 4
31303-008
DATE TIME ANAL YTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS (RL  METHOD

p-Isapropyltoluene ug/L < 0.5 071311 0.5 EPAS24.2

1,3 Dichlorobenzene (v) vg/l. < @.5 071311 0.5 EPAS24.2

1.4 Dichlorobenzene (v) ug/L < 0.5 071311 0.5 EPAS24.2

n-Butylbenzene ug/L. < 0.5 071311 0.5 EPAS24.2

1.2 Dichlorobenzene (v)  ug/L. < 0.5 .. . OZI3LY - - - -0,5 - EPAS242 T TTT T
. 124-Tr¥chlorobenzene- (v)- - ug/l. < 05 071311 0.5 EPA524.2

Hexachlorobutadiene ug/L < Q.5 071311 0.5 EPA524.2

Naphthalene (v} ug/lL < 0.5 071311 0.5 EPAS24.2

123-Trichlarobenzene ug/L < 0.5 071311 0.5 EPA524.2

T.Coliform, 100 mb Absent 071211 1424 . 0 5189223

E.Coli, 100mL Absent - - o 071211 1424 0 S189223

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: AT1 values are within NY State and Federal 1imits for

potable water.
DIREVTOR fﬂ/m)

rn = 18883 NYSDOH ID # 10320 agk |3 of 3




ECO,EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703, +(631) 422-6777+ FAX (631) 422-5770

Email: ecotestlab@aol.com Waebsite: www.acotesttabs.com
LAB NO.113113.09 ' 0B/0S/11

Brookhaven National f.aboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATIN:  Wi171am Chaloupka PO#: 0000143228

SOURCE QF SAMPLE: 093-07
SO0URCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/1) RECEIVED:07/12/11
TIME €OL‘'D:-0633
MATRIX:W SAMPLE: Well 6
31303-009
- DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNIT=  RESULT FLAG OF ANALYSIS (RL  METHOD
Dichlorodifiuoromethane ug/L. < 0.5 071311 0.5 EPAS24.2
Chloromethane ug/L < D.5 071311 0.5 EPAS24.2
Vinyl Chloride ug/L < 0.5 071311 0.5 EPA524,2
Bromomethane ug/L < 0.5 071313 0.5 EPAS24.2
Chloraethane ug/l. ¢ 0.5 L QFI3LL 0.5 EPAS24.2. .. ..
-~Irtch3orofluanomethaneax&4iﬂugft""kTU.g'" T 07121 0.5 EPAS24.2 '
1,1 Dichloroethene ugs/h < .5 71311 0.5 EPAS24.2
Methylene Chloride ug/l. < 0.5 071311 0.5 EPAS24,2
ter.ButyiMethylEther ug/L < 0.5 071311 0.5 EPAs24.2
t-1,2-Dichloroethene ug/L. < 0.5 071311 0.5 EPAS24.2
1.1 Dichloreethane ua/L < Q.5 071311 0.5 EPA524.2
2,2-Dichloropropane ug/L < 0.5 071311 0.5 EPAS24.%2
¢-1,2-Dichloroethene ug/L < 0.5 071311 0.5 EPAS24.2
Chiloroform ugsL 16 071311 0.5 EPAS24.2
Bromochioromethane . ug/L < 0.5 G713131 0.5. EPAS24.?
111 Trichloroethane ug/L < 0.5 Q71311 0.5 EPAS24.2
1,1-Dichloropropene ug/k < 0.5 071311 0.5 EPAs24.2
Carbon Tetrachloride ug/L. < 0.5 071311 0.5 EPAS24.2
1,2 Dichloroethane ug/L < 0.5 071311 0.5 EPA524. 2
Benzene ug/l < 0.5 071311 0.5 EPAS24,2
Trichloraethene ug/L ¢ 0.5 071311 0.5 EPAS24.2
1,2 Dichloropropane ug/’L < 0.5 071311 0.5 EPA524.2
Bromodichloromethana ug/L 1.4 071311 0.5 EPAS24.2.
D1bromamethane ug/l. < 0.5 071311 0.5 EPA524,2
c-1.3D1chloropropene ug/L < Q.5 071311 0.5 EPAS24,2

cCc:BNL, Robert J. tLee
LRL:Laboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal Timitg for
potahle water,

¥

DIRECTOR /}
V¥
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E CcO 'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. ¢ N. BABYLON, N.Y, 11703.» (631) 422.5777+ FAX {631) 4228770

Email: ecotestlab@aol.com Woebsite: www.acotastiabs.com
LAB NO.113113.09 08/09/11

Braockhaven National Laboratory
Bldg. 452, P.0Q. Box 5000
Uptom, NY  11973-5000
ATTN:  William Chaloupka PO#:(GO00143228

SOURCE OF SAMPLE: 093-07
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client - DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D!0633
MATRIX:W SAMPLE: Well 6
31303-009

DATE TIME ARALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG QF ANALYSIS (RL METHOD
Toluene ug/l. < 0.5 071311 0.5 EPAS24.2
t-1,3D1chloropropene ug/L. < 0.5 071311 Q.5 EPAS24,2
112 Trichlioroethane vg/l.  « 0.% 071311 0.5 EPAS24.2
1,3-Dichloroprapane . ug/l. < 0.5 071311 0.5 EPAS24.2
Tetrachloroethene  ug/L < 0.5 o OZA331 0o - 0.5 EPAS24.7
-..Chlorodibromemethane ug/l < 0.5 071311 0.5 - EPAS24.2
Chlorobenzeneg ug/Lk. < 0.5 071311 0.5 EPAS24.2
1112Tetrach Toroethane ug/L < 0.5 071311 0.5 EPAS24.2
Ethyl Benzene ug/L < 0.5 071311 0.5 EPAS24.2
m + p Xylene ugsk < 1 071311 1 EPASZ24.2
0 Xylene ug/l. < Q.5 071311 0.5 EPAS24.2
Styrene ug/L. < 0.5 071311 - 0.5  EPAb24.2
Bromoform ug/l. < 0.5 - 071311 0.5 EPAS24.2
Isopropylbenzene ugs/k < D.58 071311 0.5 FEPAS24.2
1122Tetrachloroathane ug/L < 0.5 071311 0.5 EPA524.2
123-Trichlotopropane ug/L < 0.5 071311 0.5 EPA524. 2
n-Propylbenzene ug/L. < 0.5 071311 0.5 EPA524.2
Bromabenzene ug/l. < Q.9 071311 0.5 EPAS24.2
135-Trimethylbenzeng ug/L. < 0.5 071311 0.5 EPAS24.2
2-Chloratoluene ugsl. ¢ 0.5 071311 0.5 EPA524.2
4-ChTlorotoluene ug/L < 0.5 071311 0.5 FEPA524.2
tert-Butylbenzene . ugsL < 0.5 071311 0.5 EPAS24.2
124-Trimethylbenzene uwg/L < 0.5 071311 0.5 EPA524.2
sec-Butylbenzene ug/lL. < 0.5 071311 0.5 EPAS24,2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A1 values are within NY State and Federal limits for

potable water,
DIRECTOR dj)
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ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703 « (631) 422-5777« FAX (631) 422-5770

Email: ecotastiab@aol.com Website: www.ecotestlabs.com
LAR NO.113113.09 08/09/11

Brrookhaven National Laboratory
81dg. 452, P.0. Box 5000
Upton, ANY 11973-5Q00
ATTN: Willlam Chaloupka FO%: 0000143228

SOURCE OF SAMPLE: 053-07
SOURCE OF SAMPLE: 31303
COLLECTED BY: . Client DATE COL'D:07/12/1) RECEIVED:07/12/11
TIME COL'D:0633

MATRIX:W SAMPLE: Well 6
31303-009
‘ DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS (RL  METHOD
p-Isopropyltoluene ug/L < 0.5 0711311 0.5 EPA524.2
1,3 Dichlorobenzens () ug/L < 0.5 071311 0.5 EPAS24.2
1,4 DichTorobhenzene (v) ugsL. < 0.8 07131} 0.5 EPAS24.2
n-Butylbenzene ug/L < 0.5 071311 0.5 EPAS24.2
1,2 Dichlorobenzene (v) ug’/L < 0.5 071311 ~ 0.5 EPASp4.2 . . |
124-Trichlorobenzens. (V). ——ug/ - ¢ 8.5 . TO713I17 Y TS TEPAs24.2T
HexathTdérobutadiens ug/l. < 0.5 071311 0.5 EPAS24.2
Naphthalene(v) ug/l. < Q.5 071311 0.5 EPA524.2
123-Trichlorobenzene ug/L < 0.5 071311 0.5 EPAS24.2
T.Coliform, 100 m. Absent 071211 1424 0 5189223

E.Col1, 100mi ~ Anhsent 071211 1424 0 5189223 cT

ceBNL, Robert J. Les
LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal 1imits for
potahle water, ,

DIRECTOR

rn = 15886 NYSDOH ID # 10320 Page 2 of 3




E CO,EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.« {631) 422-5777s FAX (631) 422.5770

Email: ecotestlab@aol.com Website: www.acotestlabs.com
LAB NDO.113113.10 08/09/11 :

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATIN: William Chaloupka . PO#:0000143228

SOURCE OF SAMPLE: 092-03
SCURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D:0615
MATRIX:W SAMPLE: Well 7
31303-010
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
DichTorodifluoromethane ug/l. < 0.5 071311 0.5 EPA524,2
Chloraomethane ug/l < 0.5 071311 0.5 EPA524.2
Viny1l Chloride ug/l. < 0.5° 071311 0.5 EPAS24,2
Bromomethane ug/l. < 0.5 071311 0.5 EPAS24.2
Chloroethane ) _ ug/L. < 0.5 NESESESE 0 4 1 3 R USRI s BY YU < = .Y, Y. T o
-t?ﬂﬁ:ichﬂbrbTTUd?Gméﬁﬁéhe—'*”"“ﬁﬁff < 0.5 0713101 0.5 FEPAS24. 2
1.1 Dichloroethene ugsL < 0.5 071311 0.5 EPA524,2
Mathylene Chloride ug/L < 0.5 g71311 0.5 EPAS24.2
ter.ButylMethylEther ug/L < Q4.5 071311 0.5 EPAS24.2
t-1,2-Dichioraethene ug/L < Q.5 071311 0.5 EPAS24.2
1,1 Dichloraethane ug/L < 0.5 071311 0.5 EPAS24.2
2,2-Dichloropropane ug/L ¢ 0.5 071311 0.5 EPAS5Z4,2
c-1,2-Dichloroethene ug/L < 0.5 Q71311 0.5 EPAS24.2
Chloroform ug/l. 3.8 071311 Q.5 EPAS24.2
BromochToromethane ug/L < 0,5 071311 0.5 EPA524.2
111 Trichloroethane ug/L < Q.5 071311 0.5 EPAS?24.2
1,1-Dichloroprapene ugLk < 0.5 071311 0.5 EPAS24,2
Carbon Tetrachloride ug/Lk < Q.5 071311 0.5 EPAS24.2
1,2 Dichlaoroethane ug/L < @.5 071311 0.5 EPAS24,2
Benzene ug/L < 0,5 071311 0.5 EPA524.2 -
Trichioroetheane ug/l. < 0.5 071311 0.5 EPAs24.2
1,2 Dichloropropane ug/l. < 0.5 071311 0.5 EPAS24,2
Bromod fchloromethane ugsL < 0.5 071311 0.5 EPAS24.2
Dibromomethane ug/t < 0.5 071311 0.5 EPAS24.2
c-1,3Dichlaropropene ug/L ¢ 0.5 071311 0.5 EPAS24.2

ce:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: AT1 values are within NY State and Federal limits for

potable water,
DIRECTOR /O !Z
P!gyé /I of 3
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ECO'EST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE, « N. BABYLON, N.Y. 11703 « (631) 422-6777= FAX (631) 422-5770

Emall: ecotestlab@aol.com Website:
LAB N0.113113.10

ATTN:

SOURCE OF SAMPLE:
S0URCE OF SAMPLE:
COLLECTED BY:

MATRIX:W

ANALYTICAL PARAMETERS
Toluene

. £-1,3D1chloropropens
112 Trichlorcethane
1,3-Dichleropropane
Tetrachloroethene

.Chlarodibromemethane. ..

Chidrobenzaene
1112Tetrachloroethane
Ethyl Benzene

m + p Xylene

o KyTena

Styrene

Bramoform
Isopropyibenzene
1122Tetrachloroethane
123-Trichloropropane
n~Propylbenzene
Bromobenzene
135-Trimethyibenzene
2-Chlorotoluene
4-Chlorotoluene
tert-Butylbenzene
124-Trimethylbenzene
sec-Butylbenzene

www.acotestlabs.com
08/09/11

Brookhaven Natjonal Laboratory
Bidg. 452, P.0. Rox 5000

Upton, MY  131973-5000

Willfam Chaloupka PO#:0000143228
092-03

31303 '

Client DATE COL'D:07/12/11 RECEIVED:07/12/11

TIME COL'D:0615

SAMPLE: Well 7

31303-010
DATE TIME ANALYTICAL

UNITS RESLLT FLAG OF ANALYSIS. LRL  METHOD

ug/l. < Q.5 471311 0.5 EPA524.2

ug/L < @.5 071311 0.5 EPAS24.2

ug/L < 0.5 071311 0.9 EPAS24.2

ug/L < Q.5 071311 .5 EPA524.2

ug/L < 0.5 071311 0.5 EPAS24,2

11« N IS 3% 3 T oo 071311 1Dl UEPARZS L T

ug/L <05 071311 0.5 EPA524,2

"ug/L. < 0.5 071311 0.5 EPAS24.2

ug/L < 0.5 071311 0.5 EPA524.2

ug/L <1 071311 1 EPA524.2

ug/l. < 0.5 071311 0.5 EPAS24.2

ug/L < Q.5 071311 0.5 EPAS24.2 A
-ugdle < Q.5 T 071311 0.5 £PAS24.2

ug/L < 0.% 071311 0.5 EPAS24_2

ug/L < 0.5 071311 0.5. EPAS24,2

ug/L < Q.5 071311 0.5 EPAS24.2

vg/L < 0.5 071311 0.5 EPA524.2

ug/L. < .S 071311 0.5 EPAS24.2

ug/l. ¢ 0.5 071311 0.5 EPA524.2

ug/l. < 8.5 - 071311 0.5 EPAS24.2

ug/L < 0.5 071311 0.5 EPA524.2

ug/L < 0.5 071311 0.5 EPAS24.2

ug/l < 0.5 Q71311 0.5 EPAS24.2

ug/L < 0.5 07131} .5 EPA524.2

cc:BNL, Robert J. Lee

REMARKS: A17 values are

LRL=Laboratory Reporting Limit

within NY State and Federal 1imits for

potable water.

Fn = 18888

DIRECTOR
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ECO ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 = (631) 422-5777« FAX (637) 422-5770

Email: ecotestlab@aol.com Wabsite: www.scotestlabs.com
LAB NO.113113.10 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, MY  11973-5000
ATTN:  William Chaloupka PO%: 0000143228

SQURCE OF SAMPLE: 1092-03
SOURCE OF SAMPLE: 31203

COLLECTED BY: (Client DATE COL'D:07/12/1)1 RECEIVED:07/12/11
TIME COL'D:0615
MATRIX:W SAMPLE: Well 7
31303-010
DATE TIME ANAL YTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
p-Isoprapyltoluene ug/L < 0.5 071311 0.5 EPA524.2
1,3 Dichlorobenzene f{v) ug/L < 0.5 071311 0.5 EpaAS24.2
1,4 Dichlorobenzene (v} wil < 0.5 071311 0.5 EPA5Z24.2
n-Butyibenzene ug/l. < 0.5 071311 0.5 EPAS24.2
1,2 Dichlorobenzene (v} ° wug/L < 0.5 Q71311 0.5 EPA524.2
124-Trichlorobenzene (v) _ug/L < Q.5 coe = BFIRLL 0.5 - EPAS24: 2 e
CHexschTorobitadieie "~ 7 ugrslo - ¢ 0.5 071311 0.5 FEPAS24.2
Naphthalene (v) ug/L < 0.5 071311 0.5 EPAS24.,2
123-Trichlarabenzene ug/L < 0.5 071311 0.5 EPAS24.2
T.Coliform, 100 mL Abzent 071211 1424 0 5189223
0 S189223

E.Coli, 100mt. Absent 071211 1424

cciBNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: AT1 values are within MY State and Federal limits for
potable water.

\

DIRECTOR 1

W
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ECO'EST LABORATORIES, INC.

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703, (631) 422-6777« FAX (631) 422.6770

ENVIRONMENTAL TESTING

Email: ecotestlab@acl.com Wasbsite: www.acotestlahg.com

LAB NO.113113.11 08s02/11

Brookhaven National Laboratory
Bldg. 452, P,0. Box 000
Upton, NY  11973-5000

ATTN:  Willlam Chaloupka

SOURCE OF SAMPLE: 055-09
SOURCE OF SAMPLE: 31303

PO#:0000143228

COLLECTED BY: Client CATE CrL'D:07/12711) RECEiVED:O?/lZ/ll

cc:BNL, Robert J. Lee

TIME COL'D: 0655
MATRIX:W SAMPLE: Well 10
31303-011
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Pichloradifiuoromethane ug/L < 0.5 071311 0.5 EPA523.2
Chloromethane ug/L < 0.5 071311 0.5 EPA524.2
Vinyl Chloride ug/L < Q.5 071311 0.5 EPA522.2
Bromomethane ug/L < 0.5 071311 0.5 EPAS24.2
Chlorcethane ug/l < 0.5 e QPA3L) o 0.5 EPAS24:2: - - o
- Trichlorofiuoratiethans ~ =~ Ug/l ~ 0.5 071311 0.5 EPAS24.2
1.1 Dichloroethene ug/l. < 0.5 071311 0.5 EPAS24.2
Methylene Chloride ugsk. < 0.5 071311 0.5 EPA524.2
ter.ButyIMethylEther ug/L < 0.5 071311 0.5 EPAS24.2
t-1,2-Dichlaroethene ug/t. - < 0.5 071311 0.5 EPA524.2
1,1 Dichloroethane ug/L < 0.5 071211 0.5 EPas24.2
2,2-Dichloropropane ug/lL. < 0.5 071311 0.5 EPASZ4.2
¢~1,2-Dichloraethene ug/l < Q.5 071311 0.5 EPAS24.2
Chloroform ugsl. 0.7 071311 0.5 EPAS24,2
Bromochlaromethane ug/L < 0.5 a71311 0.5. EPAS24.2
111 Trichloroethane ug/L < Q,5 071311 0.5 EPAS24.2
1,1-Dichloropropene ug/L < 0.5 071311 0.5 EPAS24.2
Carbon Tetrachloride ug/. < 0.5 071311 0.5 EPAS24.2
1.2 Diehloroethane ugsl. < 0.5 071311 0.5 EPAS24.2
Benzene ug/L < 0.5 071311 0.5 EPAS24.2
Trichloraethene ug/lL. < 0.5 Q71311 0.5 EPA524.2
1,2 Dichloropropane vyl < 0.5 071311 0.5 EPA524.2
Bromod ichloremethane ug/L < 0.5 071311 0.5 EPAS24.2
Dibromomethane ug/L < Q0.5 071311 0.5 EPAS24.2
c-1,3D1chloropropene ug/k ¢ 0.5 071311 0.5 EPA524.2

LRL=Laboratory Reporting Limit

REMARKS: A11 walues are within NY State and Federal 1imits for

potabie water.

DIRECTOR_{
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EcolesT LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.». (631) 422-5777« FAX {631) 422~5770

Email: ecotestlab@aol.com Webslte: www.ecotestlabs.com
LAB NO.113113.11° 08/09/11

Brookhaven National Laboratory
B1dg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PD#:0000143228

SOURCE OF SAMPLE: 055-09
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/1) RECFIVED:07/12/11
) TIME COL'D:0855
MATRIX:W SAMPLE: WelY 10
31303-011

. DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHQD
Toluene ug/L. < 8.5 071311 0.5 EPAS24.2
t-1,30ichloropropene ug/l < 0.5 071311 0.5 EPAs24.2
112 Trichloroethane ug/lL < 0.5 071311 0.5 EPAS?4.2
1,3-Dichlaroprapane vg/L < 0.5 0713211 0.5 EPAS24.2
Tetrachloroethene ug/L < Q.5 Q71311 0.5 EPAS24.2
Chlorodibromomethane ug/t. < Q.5 071311 D.S__vEPAsquz
Chlorobepzene ... ....ug/l.--< 0,5 - LAQZIRL L DT 0.5 U EPASR4L D
*'1112Tetrach10roethane° S ug/l < 0.5 071311 Q.5 EPAS24.2
Ethyl Benzene - ua/L. < 0,5 071311 0.5 EPAS24,?2
™ + p Xylene ug/L <1 071311 1 EPAS24 .2
0 Xylene ug/l < 0.5 071311 0.5 EPA524.2
Styrene g/l < 0.5 071311 0.5 £PAS24.2
Bromaform ug/lb < 0.5 071311 0.5 FEPAS24.2
. Isopropyibenzene g/l < 0.5 0713ir 0.5 EPAS24.2
1122TetrachToroethane ugsl. < 0.5 071311 0.5 EPAS24.2
122-Trichloropropane ug/L < 0.5 071311 0.5 EPAS24.2
n—-Fropylbenzene ug/h. < Q.5 (71311 0.5 EPA524.2
Bramobenzene ugs/l < 0.5 071311 0.5  EPAS24.2
135-Trimethylbenzene ug/l. < 0.5 071311 0.5 EPA524.2
2-Chlorotoluens ug/t < Q.5 071311 0.5 EPA524.2
4-Chlorotoluene ug/L ¢ Q.5 071311 0.5 EPAS24.2
tert-Butylbenzene ug/L < 0.5 071311 0.5 EPA524.2
124-Trimethybenzene ug/L < 0.5 071311 0.5 EPA524.2
sec-Butyibenzene ug/lL < 0.5 071311 0.5 EPAS24.2

¢¢!BNL, Robert 3. Lee
LRL=Laboratory Reporting Limit

REMARKS: ATY values are within NY State and Federal T1imits for

potable water.
DIRECTDRm \/)
Eop
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ECO' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
' 317 SHEFFIELD AVE. « N. BABYLON, N.Y. 1'_1703 » (631) 422-5777« FAX (631) 422.5T70

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO_113113.11 08/03/11

Brookhaven Natiorial Laboratory
Bldg. 452, P.0O. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PC#: 0000143228

SCURCE OF SAMPLE: 055-09
S0URCE OF SAMPLE: 31303
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11

TIME COL'D:0655
MATRIX: W SAMPLE: Well 10
31303-011
_ DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD

p-Isopropyltoluene ug/L. < 0.5 071311 0.5 EPA524.2

1,3 Dichlorobenzene () g/l < 0.5 071311 0.5 EPA524.2

1,4 Dichlorobenzene (W) ug/L < Q.5 071311 0.5 FEPAS24.2

n-Butylbenzene ug/l. < 0.5 071311 0.5 EPAS24,2

1,2 Dichlorobenzene () ug/L - < 0.5 071311 Q.5 EPA524.2 _

124-Trichlorobenzene (v) . ugfl. . < 0.5 oo oo O7331dcs s 2= 0L G - EPASDA D -« = "o
" Hexachlorobutadiene ug/t. < 0.8 - 071211 0.5 EPA524.2

Naphthalene (v) ug/L < Q.5 071311 0.5 EPAS?4,2

123-Trichlorobenzene ug/l. < 0.5 071311 0.5 EPAS24.2

T.Coliform, 100 mi_ Abzent 071211 1424 1 S1BS223

E.Cali, 100m. Absent 071211 1424 0  S1R9223

cc:BNL, Robert J. Lee
' LRL=Labaratory Reporting Limit

REMARKS: A1l values are within NY State and Federal Tiwits for
potable water.

DIRECTOR
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ECO ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. ¢« N. BABYLON, N.Y. 11703 ¢, (631) 422-6777« FAX (631) 422-8770

Email: ecotestlab@aol.com Website: www.scotestiabs.com
LAB NO.11311%.12 08/09/11

Braokhaven National Laboratory
B1dg. 452, P.0. Box 5000
’ Upton, NY  119732-5000
ATIN: Willlam Chaloupka PO¥:0000143228

SOURCE OF SAMPLE: (56-19
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
_ . TIME COL'D:0705
MATRIX:W SAMPLE: Well 11
31303-012
. DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
DichTorodif luoromethane ug/L < A5 071411 0.5 EPA524.2
Chloromethane ug/l. < 0.5 071411 0.5 EPAS24.2
Vinyl Chloride ug/L < 0.5 071411 0.5 EPA524.2
Bromomethana ug/L < a.5 071411 0.5 EPAS24.2
~ Chlorggthane .. kL <05 D714 ...0,5. EPASZ4.2.. .
“=~TPR1cHTarof Tuoromethand ug/l. < 0.5 071411 0.5 EPASZ24.2
1,1 Dichloroethene ug/L < 0.5 071411 0.5 EPAS24.2
Methylene Chloride ua/L < 0.5 071411 0.5 EPAB24.2
ter.ButylMethylEther ug/L < 0.5 071411 0.5 EPAS24.2
t-1,2-Dichioroethene ug/L < Q.5 071411 0.5 EPAS24.2
1,1 Dichloroethane ugs/L < 0,5 071411 0.5 EPAS24.2
2,2-Dichloropropane ug/L < 0.8 071411- . --- 0,5 EPA524.2
“¢-1,2-Dichlaroethene ug/lk < Q.5 071411 0.5 EPAS24.2
Chloroform ug/lL. < 0.5 - 071411 0.9 EPAS24.2
Bromachloromethane ug/t < 0.5 071411 0.5 EPAS24.2
111 Trichloroethane ug/L. < 0.5 071411 0.5 EPAS24.2 -
1,1-DichToropropens ug/l. < 0.5 071411 0.5 EPAs24.2
Carbon Tetrachloride ug/lL. < 0,5 071411 0.5 EPA524.2
1,2 Dichloroethane . ug/L < 0.5 071411 0.5 EPAS24.2
Benzene ug/l. < 0.5 071411 0.5 EPAS24.2
TrichToroethene ug/l,. < 0.5 071411 0.5 EPAS524.2
1,2 Dichioropropane ug/L < 0.5 071411 0.5 EPAS24.2
Bramodichloromethans ug/l. < 0.5 071411 0.5 EPA524.2
Dibromomethane ug/L < 0.5 071411 0.5 EPA524,2
c-1,3Dichloropropene ug/lL. ¢ 0.5 071411 0.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal 1imits for

potabie water.
DIRECTOR/jx\\ gi)
0193L7V 1 of 3
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| ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703.¢.(631) 422-5777+ FAX (631) 422-8770

' Email: ecotestiab@aol.com Webslte: www.scotastlabs.com
LAB NO.113113,12 08/09/11

Brookhaven National Laboratory
B1dg. 452, P.0. Box S000
Upton, NY  11973-5000
ATIN: Wiltliam Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: 056-19
SOURCE OF SAMPLE: 21303

COLLECTED BY: Client DATE COL'D:07/12/1) RECEIVED:07/12/11
TIME 0L 'D: 0705
MATRIX: W SAMPLE: Well 11
31303-012

DATE T ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Toluene ug/l. < 0.5 071411 0.5 EPAS24.2
t-1,3Dichloropropense ug/L < Q.5 071411 0.5 EPAS24.2
112 Trichloroethane ug/L. < 0.5 071411 0.5 EPA524.2
1,3-Dichloropropans ug’/L < 0.5 071411 0.5 EPA5S24.2

Tetrach]oroethene _oougrl . ¢ 0.5 Lo L2 B71811 0,8, L EPABRAS R e i

- Chlorédibromdethane ™ ~ 7 idgil” < 0.5 071411 0.5 EPA524.2
Chlorobenzene ug/L < Q.5 071411 0.5 EPA524,2
111ZTetrachloroethane ug/L < Q.5 071411 0.5 EPAS24. 2
Ethyl Benzene ug/l. < 0.5 071411 0.5 EPA524.2
m + p Xylene ug/L <1 071411 1 EPAS24.2
0 Xylene ug/lk < 0.5 071411 0.5 EPAS24.2
Styrene e ug/L .<.0,5. 071411 0.5 EPAS23.2
Bromoform ug/L < 0.5 071411 0.5 EPAS24.2
Isopropylbenzene ug/l. < Q.5 071411 0.5 EPA524.2
1122Tetrachloroethane ug/L < 0.8 071411 0.5 EPA524.2
123-Trichloropropane ug/L. < 0.5 Q71411 0.5 EPA524.2
n-Prapylbenzene ug/l. < 0.8 071411 0.5 EPAS29.2
Bramobenzene ug/L < Q.5 071411 0.5 EPAS24.2
135-Trimethyibenzene ug/L < 0.5 071411 0.5 EPA524,2
2—Chlorotoluene ug/l. < 0.5 071411 0.5 EPA524.2
4-Chlorotoluene ug/L. < 0.5 071411 0.5 EPA529.2
tert-Butylbenzene ug/L. < Q.5 071411 0.5 EPAS24.2
124-Trimethylbenzene ug/L ¢ 0.5 071411 0.5 EPAS24.2
sec-Butylbenzene ug/L < 0.5 071411 .5 EPAS24.2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: AT]1 values are within NY State and Federal 1imits for

potahble water.
DIRECTOR f
v

/ ,
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ECO' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. ¢ N. BABYLON, N.Y, 11703.+ (631) 422-8777+ FAX (631) 422-8770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.113113.12 08/08/11

Brookhaven National Laboratory
Bldg. 452, P.0O. Box 5000
Upton, NY  31973-5000
ATTN:  William Chaloupka PO#:0000143228

SCURCE OF SAMPLE: 056-19
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:Q7/12/11
TIME COL'D:0705
MATRIX: W SAMPLE: wWell 11
31303-012
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESWT FLAG OF AMALYSIS LRL METHOD
p-Isopropyltoiuene ug/L < Q.5 071411 0.3 EPAS24.2
1,3 Dichlorobenzene (v) ug/L < 0.5 071411 0.5 EPAS524.2
1,4 Dichlorobenzene (v) ugslL. < 0.5 071411 0.5 EPAS24.2
n-Butylbenzene ug/L < 0.5 071411 0.5 EPAS24.2
1,2 Dichlorobenzene (v) ug/L < 0.5 L D741 0.5 | EPAS24.2
Ti24-TrichToFobénzene (v)~ ug/slh < .5 071411 0.5 EPAS24.2
Hexachlorobutadiene ug/L < 0.5 071411 0.5 EPASZ24,2
Naphthalene{v) ug/L < Q.5 071411 0.5 EPAS24.2
123-Trichlorchenzene ugst. < Q.5 071411 0.5 . EPASZ24.2
T.CoYiform, 100 mL Abzent 071211 1424 a0 51858223
E.Coli, 100nL Absent C-GA1211 1424 0 - 5169223

cci!BNL, Robert J. Lee
LRL=Laberatory Reporting Limit

REMARKS: A1l values are within NY State and Federal imits for
potable water.

rn = 18895 NYSDOH ID # 10320 Page |3 of 3
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CONEST LABORATORIES, INC. | - ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.s.(6§31) 422-6777s FAX (631) 422-5770

Emall: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB N0.113113.13 08/09/11

Brookhaven National Laboratory
Bldg, 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: WilTiam Chaloupka ' PO#:0000143228

SOURCE OF SAMPLE: (73-24
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
‘ : TIME COL'D:1045
MATRIX:W SAMPLE: WTP Strip Tower 1 East
) 31303-013
‘ DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Coliform, 100 nmlL Absent 071211 1424 0 S189223
E.Co11, 100ml AlLsent 071211 1424 0 5185223

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: ATl values are within NY State and Federal limits for
potable water.

DIRECTOR

rn = 18896 NYSDCH ID # 10320 Page V of 1




E_ CO] EST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 14703 » (831) 422.5777« FAX (631) 422-5770
Email: ecotestiab@aol.com Website: www.ecoteatlaha.com

LAB ND.113113.14

08/09/11

Braokhaven National Laboratory

Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000

ATTN: William Chaloupka
SQURCE COF SAMPLE: 073-25
SOURCE OF SAMPLE: 31303
COLLECTED BY: Client

TIME COL’D:1035
MATRIX:W
31303-014

SAMPLE: WTP Strip Tower 2 West °

PO#:0000143228

BATE COL'D:07/12/11 RECEIVED:07/12/11

DATE TIMC ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Coltform, 100 mL Absent 071211 1424 0 5189223
E.Coli, 100nmL Abzent 071211 1424 O S189223

cciBNL, Robert J. Lees

LRL=Laboratory Reporting Limit

REMARKS: Al11 values are within NY State and Federatl Timits for

potable water,

DIRECTOR ﬂ

rn = 18897 NYSDOH ID # 10320
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ECO l EST 1LLABORATORIES, INC.

377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422.5777¢ FAX (631) 422.5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.113113.15 08/09/11

Brookhaven National Laboratory
Bidg. 452, P.0. Box 5000
Upton, NY  11973-5000

ATTN: William Chaloupka PO#:00001432258
SOURCE OF SAMPLE: 084-70
SOURCE OF SAMPLE: 31303
COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
‘ TIME COL'D:1020
MATRIX:W SAMPLE: Field Dup. B-490 Qutpatient
31303-315
_ _ DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Coliform, 100 mL Absent 071211 1424 © S18%223
E.Col1, 100mb Absent 071211 1424 0 $189223
Free Chlortne Resid. mg/L  0.52 *

cciBNL, Robert J. Les

LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria Is withfn NY State and Federal
limit for potable water

rn = 1RR58

DIRECTOR
Vv

NYSDOH ID # 10320 age I of 1

ENVIRONMENTAL TESTING



CONREST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.». (631) 422-6777« FAX (631 ) 422-877Q

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB ND.113113.16 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: Wil1l1am Chaloupka PO#:0000143228

SQURCE OF SAMPLE: 073-10
SCURCE OF SAMPLE: 31303

COLLECTED BY: Cifent DATE COL'D:07/12/1Y RECEIVED:07/12/11
TIME COL'D: 1100
MATRIX:-Y SAMPLE: B-624 WIP
31303-016
DATE TIME ANAL YTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL ™METHOD
Dichlorodiflucromethane ug/L < Q.5 071411 0.5 EPAS23.2
Chloromethane ' ug/L. < Q.5 071411 0.5 EPAS24.2
Vinyl Chloride ug/. < 0.5 471411 0.5 EPAS24,2
Bromomathane ug/L < 0.5 071411 0.5 EPAS24.2
Chloroethane ) ug/L. < 0.5 . 071411 . 0.5 EPAS24.2. -
Trichlorofiuoromethane © ~  ug/L’ < 0.5 071411 0.5 £EPA524.2
1,1 Dichioroethene ug/k ¢ 0.5 071411 0.5 EPAS24.2
Methylene ChToride ug/L < Q0.5 071411 0.5 EPAS24.2
ter.ButyiMethy1Ether ug/t. < .5 071411 0.5 EPAS24.2
t-1,2-Dichloroethene ug/L < 0.5 071411 0.5 EPAS24.2
1,1 Dichloroethane ug/L ¢ 0.5 071411 0.5 EPAS24.,2
2,2-Dichlorepropane ug/l. < 0.5 QrFi41l 0.5 EPAS24.2
¢-1,2-Dichloreethene ug/’L < 0.5 071411 0.5 EPA524.2
Chloroform ug/l 1.4 071411 0.5 EPAG24.2
Bromochioromethane ug/l. < 0.5 0731411 0.5 EPAS24.2
111 Trichloroethane . ug/L < 0.5 071411 0.5 EPAS24.2
1,1-Dichloropropene ug/L < 0.5 Q71411 0.5 EPA524.2
Carbon Tetrachloride ug/L. < 0.5 071411 0.5 EPAS24.2
1,2 Dichloroethane ug/L < 0.5 071411 0.5 EPAS24.2
Benzene . wg/l. < 0.5 071411 0.5 EPAS24.2
Trichloroethene ug/l. < 0.5 071411 0.5 EPA524.2
1,2 Dichloropropane ugsL < 0.5 071411 0.5 EPAS24.2
Bromodichloromethane ug/L 1 071411 0.5 EPAS24.2
Dibromomethane ug/L < Q.5 071411 0.5 [EPA524.2
c-1,301chloropropene ug/lL. < Q4.5 071411 0.5 EPA524.2

CciBNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: ATl values are within NY State and Federal limits for
potable water,

DIRECTOR

rn = 18899 ' NYSDOH ID # 10320 {/P Esf/l



E CO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, MN.Y. 11703 (631) 422-8777« FAX {631) 4226770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAR NO.113113.16 ' 08/09/11

Broakhaven National Laboratory
Bidg. 452, P.0. Box 5000
Upton., NY  11973-5000
ATTN: William Chaloupka FO#:0000143228

SCURCE OF SAMPLE: 073-10
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/1) RECEIVED: Q7/12/11
TIME COL'D:1100
MATRIX:W SAMPLE: B-624 WIP
31303-018
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Taluene ug/L < 0.5 : 071411 0.5  EPA524.2
t-1,3DichToropropene ug/l. < 0.5 ' 071411 0.5 EPA524.2
112 Trichloroethans ug/L < 0.5 071411 0.5 EPA524.2
1,3-Dich]oropropane ug/L < 0.5 071411 0.5 EPAS24.2
Tetrachloroethene g/l < 0.5 ~-071411 ... . . 0.8 FpAS24.2 -
Chlorodibromométhane ug/L” 1.2 071411 0.5 EPA524.2
.Chlorobenzene ug/l. < 0.5 071411 0.5 EPA524.2
1112Tetrachloroethans ugsl. < 0.5 071411 0.5 EPA524.2
Ethyl Benzene ug/L < 0.5 071411 0.5 E£PAS24,2
m + p Xylene ug/l <1 071411 1 EPAS24,2
o Xylene ug/L. ¢ 0.5 071411 0.5 EPA524,2
‘Styrene g/l < 0.5 071411 0.5 FEPAS24.2
Bromoform ug/L < 0.5 071411 0.5 EPAS24.2
Isapropylbenzene ug/l. < 0.5 071411 0.5 EPASZ24.2
1122Tetrachlorcethane ug/L < 0.5 071411 0.5. EPAS24.2
123-Trichleropropane ug/l. < 0.5 071411 0.5 EPA5S24.2
n-Propytbenzene ug/L < 0,5 071411 0.5 . EPAS24,2
Bromobenzene ug/l. < Q.8 Q71411 0.5 EPAS24.2
135-Trimethylbenzene ug/L. < 0.5 071411 0.5 FEPA5S24.2
2-Chlorotoluene ug7/L. < 0.5 071411 0.5 EPAS24.2
4-Chlorotoluene ug/L ¢ 0.5 071411 0.5 EPAS24.2
tert-Butylbenzene ug/L < 0.5 071411} 0.5 EPAS24,2
124-Trimethyibenzens ug/lL < 0.5 071411 0.5 EPAS24.2
sec-Butylbenzene ug/L < 0,5 071411 0.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: AT7 values are within NY State and Federal Timits for

poteble water,
DIRECTOR /7/

¥
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ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE, « N, BABYLON, N.Y. 11703« (6831) 422-8777s FAX, (631) 4226770

Emall: ecotestlab@aol.com Website: www.acotestlabs.com
LAB NO.113113,16 08/09/11

Brackhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: Willfam Chaloupka PO#:0000142228

SOURCE OF SAMPLE: 073-10
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE TOL'D:07/12/11 RECEIVED:07/12/11
TIME COL‘D:1100
MATRIX: W SAMPLE: B-624 WIP
© 31303-016
' DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
p-Isopropyitoluene ug/l. < 0.5 071411 0.5 EPAS24.2
1,3 Dichlorobenzene (v) ug/t. < Q.5 07141) 0.5 EPAS24.2
1,4 Dichlorobenzene (v} ug/L < 0.5 071411 0.5 EPAS24.2
n-Butylbenzene cug/h < 0.5 071411 0.5 EPAS24.2
1.2 Dichlorobenzene (v) ug/l. . ¢<90,5 Q71910 DU5L L EPAS24.32. . e e
- 1Z24-Trichlorobenzene (v) UGl ™ < 0.5 071411 0.5 EPAS24.2 :
Hexachlorobutadiene ug/L ¢ 0.5 071411 0.5 EPA524.2
Naphthalene({v) ug/L. < 0.5 071411 0.5 EPAS24.2
123-Trichlorobenzene ug/l. < 0.5 071411 0.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal limits for
potabie water,

DIRECTOR

rn = 18901 NYSDOH ID # 10320 Pgag 3 of 3




ECO,EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. » N, BABYLON, N.Y. 11703 o (631) 422-5777+ FAX (634) 422-5770

Email: ecotestiab@aol.com Website: www.ecotestlabs.com
LAB NO.113113.17 0B/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000 ‘ -
Upton, NY 11973-5000
ATIN:  Willdam Chaloupka PO%:0000143228

SOURCE OF SAMPLE: T.B, |
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D:0600
MATRIX:W SAMPLE: Trip Blank
' 31303-017
DATE TIME ANAL YTICAL
 ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Dichloraodifluoromethane ug/L. < 0.5 071311 0.5 EPAs24.2
Chloromethane ug/L. < 0.5 07131} 0.5 EPAS24,2
Vinyl Chloride ug/l. < 0,5 071311 0.5 EPAS24.2
Bromomethane ug/L. < 0.5 071311 0.5 EPA524.2
Chlorcethane - ug/L < 0.5 L W07131Y 0.5, .EPA524.2.
TrichlorofTusrometiiarie "~ Tag/L ¢ 075 7T T g7131) 0.5 FEPAS24.2
1,1 Dichlaroethene ug/L < 0.5 071311 0.5 EPA524,2
Methylene Chioride ug/l. < 0.5 071311 0.5 EPA524.2
ter.ButyIMethyiEther uasL, < 0.5 071311 0.5 EPAS24.2
t-1,2-Dichloroethene ug/l. < 0.5 071311 0.5 EPAS24.2
1,1 Dichloroethane ug/L < 0,5 071311 0.5 EPAS24,2
. 2,2-Dichloropropane ug/l. <¢0,5 Q7321 '+ 0,5 EPAS24.2
"c-1,2-Dichloraethene ug/L. ¢ Q.5 071311 0.5 EPAS24.2
Chioroform - ug/k < 0,5 071311 0.5 EPA524.2
Bromochloromethane ug/L < 0.5 071311 0.5. EPAS24,2
111 Trichloroethane ug/L ¢ 0.5 071311 0.5 EPA524.2
1, 1-Dichloropropene ug/l. ¢ Q.5 071311 0.5 EPAS24,2
Carbon Tetrachloride ug/L < 0.5 071311 0.5 EPA524.2
1.2 Dichloroethane ug/L < 0.5 071311 0.5 EPAS24.2
Benzene ug/L < 0.5 071311 0.5 EPAS24.2
Trichloroethene ug/L ¢ 0.5 071311 0.5 £PAS24,2
1,2 Dichioropropane ug/L < 0.5 071311 0.5 EPAS24,2
BromodichTloromethane | ug/L < Q0.5 071311 0.5 EPA524.2
Dibromomethane ug/L  <0.5 071311 0.5 EPAs24.2
¢-1,3Dichloraopropene ug’/L < 0.5 071311 0.5 EPA524.2

cc:BM., Robert J. Lee

LRt =Laboratory Reporting Limit

REMARKS: A1l values are within NY Stete and Federal Timits for
potabie water,

DIRECTOR

m
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ECO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703 « (631) 422-5777- FAX (631) 422.8770

Emall: ecotestlab@aol.com Waehsite: www.acotestlabs.com
LAB NO.113113.17 08/09/11

Brookhaven National Laboratory
B1ldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATIN: W1T1liam Chaloupka FO#: 0000143228

SOURCE OF SAMPLE: T.B. 1
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL‘D:07/12/11 RECEIVED:Q7/12/11
TIME COL'D:0600
MATRIX: W SAMPLE: Trip Blank
31303017
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Toluene ug/Ll < Q.5 071311 0.5 EPAS24,2
t-1,3Dichloropropens ug/L < 0.5 Q71311 0.5 EPAS24.2
112 Trichlaroethane ug/L < 0.5 071311 0.5 EPA524.2
1,3-Dichloropropane ug/L < 0.5 071311 0.5 EPAS24.2
Tetrachloroethene ug/l  <0,5 L7311 L 0,5, L EPAS24,2 - -
~Ehlorsdibromomethans - =~ Tug/l 05 071311 0.5 EPAS24.2
Chlorobenzene ug/L < 0.5 071311 0.5 EPA524.2
1112Tetrachloroethane ug/L < 0.5 071311 0.5 EPAS24.2
Ethy1 Benzene ug/L. < 0,5 071311 0.5 EPAS24.2
m + p Xylene ug/L <1 071311 1 EPAS24,2
o Xylene ug/L < 0.5 071311 0.5 EPASZ24.7
Styrene . ug/L, . < 0.5 071311 0.5 EPA524.2
Bromoform ug/L < 0.5 071311 0.5 EPA524.2
Isopropylbenzene ug/lL. < 0,5 071311 0.5 EPA524.2
1122Tetrachloroethane ug/L < 0.5 071311 0.5- EPA524.2
123-Trichloropropane ug/L < 0.5 071311 0.5 EPA524.2
n-Propylbenzene ug/L < 0.5 071311 0.5 EPAS24 .2
Bromobenzene ugsl 0.5 071311 0.5 EPAS24,2
135-Trimethylbenzene ug/l. < 0.5 071311 0.5 EPAS24.2
2-Chlorotoluene ug/k <05 071311 0.5 EPAS24.2
4~Chlorotoluene ug/L < 0.5 071311 0.5 EPAS24.2
tert-Butylbenzene ug/L < 0.5 071311 0.5 EPA524.2
124-Trimethylbenzene ug/t < Q.5 071311 0.5 EPAS24.2
sea-Butylbenzens ug/t < 0.5 071211 0.5 EPAS24.2

cc:BNL, Robert J, Lee
LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal Timits for
potable water.

DIRECTOR ﬂ 7
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E CO,EST LABORATORIES, INC. ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703.+ (831) 422-5777« FAX (631) 422.8770

Email: ecotestlab@aol.com Woebsite: www.ocotaestlabs.com
LAB NO.113113.17 _ 08/09/11

Braokhaven Natjonal Laboratory
Bldg. 452, P.0. Box 5000
Upton, WY  11973-5000
ATIN:  William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: T.B. 1
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL°D:07/12/11 RECEIVED:07/12/11
TIME COL'D:0600
MATRIX:W SAMPLE: Trip Blank
31303-017
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
p-Isopropyltaluene ug/L < 0.5 071311 0.5 E£EPA524.2
1,3 Dichlorobenzene (w) ug/L < 0.5 071311 0.5 EPAS24.2
1,4 Dichlorobenzene (v) ug/l. < 0.5 071311 0.5 FEPA524.2
n-Butylbenzene ug/L < 0.5 071311 0.5 EPAS24.2
1,2 Dichlorcbenzene (v) ug/L. < 0.5 LOF1311 . 0.5 LFPASPALD. . e
~~124<Trichlordbénzene™(v) " * “tg/ ~ € 0.5 071311 0.5 EPA524.2
Hexachlorobutadiene ug/. < Q.5 071311 0.5 EPA524,2
Naphthalene (v) ug/L < Q.5 071311 0.5 EPA524.2
123~TrichTorobenzene ug/l < 0.5 071311 0.5 EPas24,2

cG:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal limits for
potable water.

DIRECTOR /
i
Fn o= 18904 NYSDOH ID # 10320 Pagd 3 of 3




ATTACHMENT VII
Brookhaven National Laboratory
Potable Water Supply
2011 Semi-Annual Inorganic and Nitrate/Nitrite Analyses

for the BNL Distribution System



E coll EST LABORATORIES, INC. | ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 = (§34) 422.6777 FAX (631) 4228770

Email: ecotostlab@aol.com Website: www.ecotestlabs.com
LAB NO.113113.18 08/09/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box S000
Upton, NY 11973-5000
ATTN:  William Chaloupka POt : 0000143228

SOURCE Of SAMPLE: 084-81
SOURCE OF SAMPLE: 31303

COLLECTED BY: CTltent . DATE COL*D:07/12/11 RECEIVED:07/12/11
TIME COL'D: 1033
MATRIX:W SAMPLE: B-400 Lobby Kitchen
31303-018
DATE TIME ANALYTICAL
ANALYTICAL. PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Arsenic as As m3/L < 0,005 071411 0.005 EPA200.5
Barium as Ba mg/l.  0.032 071411 0.001 EPA200.5
Cadmium as Cd mg/tL < D.001 071411 0.00% EPAZ200.5
Chromtum as Cr mg/L- < 0,005 071411 0.005 EPA20D.5
Fluoride as F mg/L < 0.2 071411 0.2  S184500FC
Mercury as Hg mg/L < Q,0002 07151t 0.000 EPA245.2
selenfum as Se... ... . . .omgfl . CL005..... = 0FMIL - . - (.065 EPAZG0.S
'S1lver as Ag - mg/L < 0.001 071411 0.001 EPA200.5
‘Chloride as C1 mg/L 43 071411 2 518450078
Color units <5 071211 1920 5 51821208
Iron as Fe mg/L  0.02 071411 0.01 EPAZ200.5
Manganese as Mn mg/l. < 0.01 671411 0.01 EPA200.5
Odor units 0.0 . 071211 1441 0 EPAL40.1
Sodium a= N= masl. 25 071411 1 EPA20Q.5
Zinc as In mg/k 0.03 071411 0.01 EPA200Q.5
Antimany as Sb mg/L. < 0.00S 071411 0.00% EPA200.5
Beryl11ium as Be mg/L - < 0.001 071411 0.001 £PAZ200.5
Cyanide as CN mg/l < Q.02 071411 0.02 EPA335.4
Nickel as Ni mg/l. < 0.005 071411 0.005 EPA200,5
Sutfate as S04 . mg/L 9 071411 5 EPA375.4
Thallium as T mgs/L < D.002 071311 0.002 EPA200.9
Specific Conductance umho/c 200 071511 1 ° s182s5108
Ammonia as N - mg/i. < 0.05 ' 071811 0.05 5204500NH3D
Lead as Pb mg/L < 0.001 , 071411 0.001 EPAZ20D.5

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit
REMARKS: Suffalk County Inorganie Chem. Groups 1,2,3,4. :
Value for Sodium exceeds NY State recommendation for those

on & severely restrict sodium diet. A1l other tested are
Within NY State and Federal Timits for potable water.

Ti of 2

DIRECTOR /T4
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E CcoO , EST LABORATO RIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. =« N. BABYLON, N.Y. 11703 (631) 4228777« FAX (631} 4228770

Email: ecotestiab@aol.com Webslte: www.ecotestlabs.com
LAB NO.113113.18 08709/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: WilTiam Chaloupka PO#:0000143228

SQURCE OF SAMPLE: 084-81
SOURCE OF SAMPLE: 31303

COLLECTED BY: Client DATE COL'D:07/12/11 RECEIVED:07/12/11
TIME COL'D:1033
MATRIX:W SAMPLE: B~400 Lobby Kitchen
: 31303-018

. PATE TIME ANALYTTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
Nitrite as N my/l. < 0.002 071311 1130 0.002 S184500N02B
Nitrate as N mg/L 0.22 071411 0.05 EPA353.2
pHBl1ah units 7.5 071211 1519 0.1  S184500H8
M3AS ‘as LAS mg/L < 0.1 071311 1045 Q.1 EPA425.1

cc:BNL, Robert J. Lee
LRL=Laboratary Reporting Limit
REMARKS: Suffolk County Inorganic Chem. Groups 1,2,3,4.

A1l values are within NY State and Federal 11mits for
potable water,

v
rn = 18906 NYSDOH ID # 10320 Pa

DIRECTOR /D ) \
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Environmental Protection Division
81 Cornell Avenue, Bldg. 120
Upton, NY 11973

BROOKHEVEN

NATIONAL LABORATORY

E

FACSIMILE TRANSMITTAL SHEET

Fax #: 631-344-6079

Date: August 14 2011

To: Ms. Mary La Flair

Company: | Suffolk County Department of Health Services
Fax #: | 631-852-5787

From: Jennifer Higbie

Phone Ext.: | 631-344-5919 (or email: Higbie@bnl.gov)

Number of Pages (including cover sheet):

Comments:

Attached is a letter from Robert Lee with the Subject: Monthly Water Treatment
Plant reports for July 2011.

Included with the letter are
Attachment [: BNL Potable Water Supply Operational Data for July

and

Attachment Ill: July 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacteriological Analyses for the BNL Distribution System

EXPLORING EARTH'S MYSTERIES
...PROTECTING ITS FUTURE
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Environmental Protection Division
81 Carnell Avenue, Bldg. 120
Upton, NY 11973
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NATIONAL LABORATORY

FACSIMILE TRANSMITTAL SHEET

Fax #: 631-344-6079

Date: - August 19 2011

To: Ms. Mary La Flair

Company: . E Suffolk County Department of Health Services
Fax# ~ .| 631-852-5787

From: . Jennifer Higbie

Phone Ext.: | 631-344-5919 (or email: Higbie@bnl.gov)

" Number of Pages (including cover s-hee't»):

Comments:

Attached is a letter from Robert Lee with the Subject: -Monthly Water Treatment
Plant reports for July 2011. '

Included with the letter are
Attachment |: BNL Potable Water Supply Operational Data for July
and :

Attachment'll]; Juiy 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bactericlogical Analyses for the BNL Distribution System’




